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BEFORE THE PUBLIC UTILITIES COMMISSION OF THE 

STATE OF CALIFORNIA 

In the Matter of the Application of SOUTHERN 
CALIFORNIA EDISON COMPANY (U 338-E) 
for a Permit to Construct Electrical Facilities 
With Voltages Between 50 kV and 200 kV: 
Moorpark-Newbury 66 kV Subtransmission Line 
Project 

)
) 
) 
) 
) 
) 

Application No. __________ 

 

APPLICATION OF SOUTHERN CALIFORNIA EDISON COMPANY (U 338-E) FOR A 

PERMIT TO CONSTRUCT ELECTRICAL FACILITIES WITH VOLTAGES 

BETWEEN 50 KV AND 200 KV: MOORPARK-NEWBURY 66 KV 

SUBTRANSMISSION LINE PROJECT 

I. INTRODUCTION 

Pursuant to Decision (D.) 11-11-019 and California Public Utilities Commission 

(Commission or CPUC), General Order 131-D (GO 131-D), Southern California Edison 

Company (SCE) respectfully submits this application (Application) for a permit to construct 

(PTC) authorizing SCE to construct the proposed project known as the Moorpark-Newbury 66 

kV Subransmission Line Project (Project).  

The Project consists of the following major components: (1) construction of 

approximately 1,200 feet of new underground 66 kilovolt (kV) subtransmission line entirely 

within Moorpark Substation; (2) construction of approximately 5 miles of the new Moorpark-

Newbury 66 kV Subtransmission Line on the south and east sides of SCE’s existing Moorpark-

Ormond Beach 220 kV Right-of-Way (ROW); (3) construction of approximately 3 miles of the 
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new Moorpark-Newbury 66 kV Subtransmission Line within the existing Moorpark-Newbury-

Pharmacy 66 kV Subtransmission Line ROW (the existing single-circuit Moorpark-Newbury-

Pharmacy 66 kV Subtransmission Line in this section would be reconstructed and reconductored 

in a double circuit configuration to accommodate the reconductored Moorpark-Newbury-

Pharmacy 66 kV Subtransmission Line and the new Moorpark-Newbury 66 kV Subtransmission 

Line); (4) construction of approximately 1 mile of the new Moorpark-Newbury 66 kV 

Subtransmission Line within the existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission 

Line ROW into Newbury Substation (the existing single circuit Moorpark-Newbury-Pharmacy 

66 kV Subtransmission Line would be reconstructed in a double circuit configuration to 

accommodate the reconductored Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line and 

the new Moorpark-Newbury 66 kV Subtransmission Line); (5) construction of new 66 kV 

subtransmission line positions and associated infrastructure within Moorpark Substation and 

Newbury Substation to facilitate the termination of the new Moorpark-Newbury 66 kV 

Subtransmission Line; and (6) transfer of existing distribution circuitry and telecommunication 

facilities to new subtransmission poles as necessary. 

As discussed in greater detail in Section II below, SCE originally commenced 

construction of the Project in October 2010 under the assumption that the Project was exempt 

from CPUC permitting pursuant to GO 131-D Section III.B.1.g. (“Exemption G”).  SCE 

commenced construction after undergoing an 18-month process at the CPUC initiated by SCE’s  

Advice Letter filing, subsequent protests, CPUC review of the protests, including a public 

participation hearing, and ultimately the CPUC’s issuance of multiple resolutions confirming that 

the Project qualified for the exemption.  From October 2010 through November 2011, 

approximately 60% of the Project was constructed.  However, in response to an Application for 
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Rehearing of its decisions regarding the exemption, the CPUC in November 2011 ordered SCE 

to cease construction activity, provide certain additional information and file an application for a 

PTC if it wished to complete the Project.  In order to comply with the CPUC’s direction, SCE 

has prepared this application for a PTC to complete construction of the Project. 

II. BACKGROUND AND SUMMARY OF REQUEST 

The purpose of the Project is to ensure the availability of safe and reliable electric service 

to meet customer demand in the area served by Newbury Substation and Pharmacy Substation 

within the Moorpark 66 kV Subtransmission System (Electrical Needs Area, or ENA).   

The substations serving the ENA have historically received electricity from a variety of 

different transmission sources in and around Ventura County.  Among these sources was a third-

party generator (Camgen), located on the California State University Channel Islands campus in 

Camarillo.  Energy from that generator was transmitted to the ENA along a portion of SCE’s 

Camgen-Colonia-Newbury-Thousand Oaks 66 kV Subtransmission Line.  However, in 2005, 

SCE was required to remove a portion of SCE’s Camgen-Colonia-Newbury-Thousand Oaks 66 

kV Subtransmission Line due to loss of property rights.  The removal of this interconnection 

resulted in a loss of approximately 28 megawatts (MW) of generation that previously had served 

the Moorpark 66 kV Subtransmission System.  This loss of generation resulted in a situation 

where a larger portion of the electricity serving the ENA would have to be served from other 

sources within the Moorpark System, including the Moorpark-Newbury-Pharmacy 66 kV 

Subtransmission Line.   

The additional burden on the Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line 

was projected to cause an overload in 2005 (and several subsequent years) on the Moorpark-

Newbury tap of the Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line under normal 
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operating system conditions.  Accordingly, SCE began the process of designing the Project to 

remedy the projected overload conditions, and on October 2, 2008, SCE filed Advice Letter 

2272-E, notifying the CPUC of the proposed construction of Project and explaining that the 

Project was exempt from CPUC PTC requirements pursuant to Exemption g.  During the 20-day 

protest period associated with SCE’s Advice Letter, numerous protests to the Advice Letter were 

filed. Both in response to the initial protests, and thereafter in response to ongoing concerns 

raised by the protesters, staff from the CPUC Energy and Legal divisions requested  additional 

information and documentation regarding the Project from SCE, including biological surveys 

and alternatives.  In February 2009, the CPUC issued Executive Director’s Action Resolution E-

4225, finding that the Project qualified for Exemption g and dismissed the protests.  

Thereafter, the Executive Director’s issuance of Resolution E-4225 was appealed and the 

CPUC prepared Commission Resolution E-4243 for consideration at the June 18, 2009 

Commission Business Meeting.  As originally drafted, Resolution E-4243 would have affirmed 

Resolution E-4225. However, in response to a subsequent request from a local official, the 

CPUC removed Resolution E-4243 from the June 18, 2009 Commission Business Meeting 

agenda, and in September 2009, held a public participation hearing where comments from the 

public were received.  In addition, SCE participated in a series of meetings with interested 

stakeholders and a local official during late 2009 and early 2010.  Following these additional 

meetings, Resolution E-4243 (updated to reflect the meetings and hearing which took place 

during 2009 and 2010) was heard and approved by the Commission at a Business Meeting in 

March 2010.  As approved, Resolution E-4243 affirmed the findings of the previously issued 

Resolution E-4225, found that SCE’s Moorpark-Newbury 66 kV Subtransmission Line Project 

qualified for Exemption g, and dismissed the protests.  In dismissing the protests, Resolution E-
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4243 stated that the protests “…did not allege facts that would trigger the Exception Criteria 

contained within GO 131-D, Section III, Subsection B.2.a.-c.”  By its own terms, Resolution E-

4243 went into effect on the day it was approved. 

In April 2010, three parties filed a joint Application for a Rehearing of the Commission’s 

approval of Resolution E-4243.  SCE filed a Response to the Application for Rehearing (the 

“Rehearing Response”) on April 29, 2010, providing answers to claims raised by the individuals 

seeking rehearing and referencing specific documentary materials.  In addition, because the 

Application for Rehearing did not request a stay of construction, and because the CPUC did not 

issue a stay of construction, SCE informed the CPUC Energy Division that it planned to start 

construction of the Project in fall 2010.  Consistent with that communication, SCE commenced 

construction of the Project in October 2010, with a planned operational date of June 2012.  

However, in November 2011, all construction activity was halted due to the issuance of 

CPUC D.11-11-019.  D.11-11-019 granted rehearing of Resolution E-4243, stating that the 

administrative record developed pursuant to Advice Letter 2272-E did not allow the CPUC to 

decide if SCE correctly applied Exemption g to the Project.  Accordingly, D.11-11-019 ordered 

SCE to cease all construction activity, provide certain specified information and file a PTC 

application if it wished to build the Project.1   

                                                 

1Although D.11-11-019 specifically required the filing of an application, it also maintained the possibility that the 
CPUC may still decide that the Project qualifies for Exemption g, if the information submitted by SCE so 
demonstrates: 
 

“We do not believe we are now in a position to consider whether Exemption G 
applies to this proposed power line, or whether CEQA review should be 
conducted, given the type of information we have before us.  That means we are 
not now deciding that this power line is required to undergo CEQA review.  If 
the material SCE formally submits, when it applies for a PTC, shows that the 
Moorpark-Newberry [sic] Line is exempt from CEQA, then the PTC will be 
granted without further review.” 

Continued on the next page 
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SCE still wishes to build the Project, particularly because electrical system forecasts 

developed for each of the years since construction commenced have continued to demonstrate 

that the Project is needed.  Originally, because construction of the Project had already 

commenced, SCE’s 2011 and 2012 peak demand forecasts assumed that the Project would be 

operational for years 2011 and beyond, and therefore neither the 2011 nor the 2012 forecast 

identified an overload on the Moorpark-Newbury tap.  However, as discussed above, because the 

Project was not completed due to the issuance of D.11-11-019, the benefits of the Project were 

not realized.  Therefore, SCE remodeled its 2011 and 2012 forecasts with the assumption that the 

Project had not been operational since 2011. In each of those remodeled forecasts, data showed 

projected overloads on the Moorpark-Newbury tap beginning in 2014.  

In addition, SCE’s current 2013-2022 forecast also assumes no benefits from the yet-to-

be-completed Project. That forecast determined that the Project is still needed to address: 1) a 

projected voltage drop that would exceed the acceptable 5% limit on the 66 kV bus at Newbury 

Substation under abnormal system conditions in 2020; and 2) a projected overload on the 

Moorpark-Newbury tap of the Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line under 

a normal system configuration in 2021.  

Accordingly, because SCE has determined that the Project is still needed to address a 

projected voltage drop and a projected overload condition (either of which would trigger the 

need for the Project), SCE has prepared this application consistent with D.11-11-019.   

A Proponent’s Environmental Assessment (PEA) prepared for the Project is attached to 

this Application. The PEA will be referenced in this Application, where appropriate, as the 

                                                 
Continued from the previous page 

(D.11-11-019, at p. 20.) 
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source of the information required in an Application for a PTC pursuant to GO 131-D, Section 

IX.B.2  A complete project description is located in Chapter 3 of the PEA. A statement of 

purpose and need is located in Chapter 2 of the PEA. 

In addition to the information normally required to be included in PTC applications 

pursuant to GO 131-D, this application also includes information specifically requested by the 

CPUC in D.11-11-019, as well as other information and documentary evidence that SCE 

believes would be helpful to the CPUC in compiling a comprehensive record of this proceeding.  

The materials and documents submitted with this application in Appendix G (Additional 

Materials Provided for a Complete Record of Proceedings) include: 

 Appendix G.1:  Documents related to the history of the Advice Letter 
process and the CPUC’s determinations regarding Exemption g for 
the Project: 
 
o SCE Advice Letter 2272-E 

 
o CPUC Resolution E-4225 

 
o CPUC Resolution E-4243 

 
o CPUC D.11-11-019 
 

 Appendix G.2: Materials provided by SCE in response to questions 
from CPUC staff regarding additional information to support the 
Project’s qualification for Exemption g: 

 
o November 2008 email from SCE to CPUC staff responding to questions 

regarding biological resources, potential alternatives and outreach to local 
agencies, as well as attaching an August 2008 PowerPoint presentation 
confirming negative results of biological surveys along the Project route, 
copies of actual 2008 biological survey data and a report prepared by 
Bonterra Consulting and maps and pictures of the Project route. 
 

                                                 

2 Other required information for a PTC application (e.g. Balance Sheet, Articles of Incorporation, etc.) is contained 
in this Application or its appendices. 
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o September 2009 e-mail from SCE in response to questions from CPUC 
staff inquiring about protesters’ concerns regarding applicability of a 
certain brush clearance requirements, including a summary memorandum 
of brush clearance information relating to fire hazards and attaching a 
copy of relevant State laws regarding brush clearance. 

 
 Appendix G.3: Documents demonstrating that the Project has 

independent utility, separate from SCE’s Presidential Substation 
Project which is under separate CPUC review: 
 
o Submittals of electric system load flow information provided by 

SCE to CPUC staff during late June 2009 and early July 2009 as 
requested by CPUC staff. 3 
 

o June 2009 memorandum from Environmental Science Associates 
(ESA, the CPUC’s environmental consultant for the Presidential 
Substation Project) to CPUC staff confirming that ESA agrees with 
SCE’s assessment of the independent electrical system utility 
between the Project and the Presidential Substation Project. 

 
 Appendix G.4: Documents containing additional information in 

response to issues raised by protesting parties: 
 
o SCE’s October 31, 2008 letter from Mr. Akbar Jazayeri to Mr. 

Honesto Gatchalian, regarding Response to Protests to Advice 
Letter No. 2272-E (responding to protest issues regarding the 
applicability of Exemption g). 
 

o SCE’s April 29, 2010 Response of Southern California Edison 
Company (U 338-E) to Application Of Alan and Peggy Ludington, 
Danalynn Pritz, and David J. Tanner for Rehearing of Resolution 
E-4243 (responding to concerns regarding potential impacts to 
cultural resources, property rights and compliance with CPUC 
regulations governing advice letter proceedings). 
 

o SCE’s June 16, 2010 Response of Southern California Edison 
Company (U 338-E) to Motion Of Alan and Peggy Ludington, 
Danalynn Pritz, and David J. Tanner for Permission to File 
Appellants’ Reply Brief to Southern California Edison Company’s 
Response for Rehearing of Resolution E-4243 (addressing similar 

                                                 

3 Some of the information provided related to load flows contains Critical Energy Infrastructure Information (CEII) 
and is therefore being separately provided under confidential cover. 
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issues addressed in the April 29, 2010 Response, as well as 
procedural and CEQA-related matters).4 

The estimated cost of construction of the Project is approximately $23 million in 2013 

nominal dollars.   Construction of the remaining portions of the Project is expected to take 

approximately eight months.  SCE anticipates that construction activities would resume within 

approximately three months after a PTC is issued, meaning that if the CPUC determines that the 

Project does not qualify for Exemption g (and a full CEQA process is required), construction 

would likely begin in or around November 2015 and the entire Project would be completed by 

mid 2016.  Schedules for each of these potential processes for the Project are included in this 

Application as Appendix C. 

Based on the foregoing, SCE respectfully requests that upon completion of its review of 

this Application, the CPUC confirm its prior determination that the Project qualifies for 

Exemption g and issue a PTC without further proceedings.  Should the CPUC instead assume 

that  Exemption g does not apply, SCE requests that the CPUC proceed with the preparation of 

an Initial Study and appropriate environmental document pursuant to CEQA, certify that 

document and issue a PTC authorizing SCE to construct the Project described in this Application 

and the attached PEA within the timelines set forth in Section III.H. of this Application. 

                                                 

4 Where related to the Project’s potential environmental impacts, some of the evidence identified by the CPUC in 
D.11-11-019 has been included in Appendices F.1-F.3 to the Proponent’s Environmental Assessment attached to this 
Application.  Those PEA appendices include documents discussing potential impacts to biological resources, 
including sensitive species, such as the 2008 biological survey memoranda and reports prepared by Bonterra 
Consulting and referenced in D.11-11-019, as well as updated biological impact surveys and monitoring reports 
from 2011.  In addition, the cultural resources report referenced in the Rehearing Response and D.11-11-019 also 
has been submitted to CPUC staff under separate confidential cover. 
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III. STATUTORY AND PROCEDURAL REQUIREMENTS 

A. Applicant 

The applicant is Southern California Edison Company, an electric public utility company 

organized and existing under the laws of the State of California. SCE’s principal place of 

business is 2244 Walnut Grove Avenue, Post Office Box 800, Rosemead, California 91770. 

Please address correspondence or communications in regard to this Application to: 

 
Tammy Jones 
Attorney 
Southern California Edison Company 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California 91770 
Phone: (626) 302-6634 
Fax: (626) 302-1926 

With a copy to:  
 

Case Administration 
Southern California Edison Company 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California 91770 
Phone: (626) 302-3101 
Fax: (626) 302-3119 

B. Articles Of Incorporation 

A copy of SCE’s Restated Articles of Incorporation, as amended through June 1, 1993, 

and as presently in effect, certified by the California Secretary of State, was filed with the 

Commission on June 15, 1993, in connection with Application No. 93-06-0225 and is 

incorporated herein by reference; pursuant to Rule 2.2 of the Commission’s Rules of Practice 

and Procedure. 

                                                 

5 Application No. 93-06-22, filed June 15, 1993, regarding approval of a Self-Generation Deferral Agreement 
between Mobile Oil Corporation Torrance Refinery and Southern California Edison Company. 
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C. Balance Sheet And Statement Of Income 

Appendix A to this Application contains copies of SCE’s balance sheet and statement of 

income as of June 30, 2013. The balance sheet reflects SCE’s utility plant at original cost, less 

accumulated depreciation. 

Since 1954, pursuant to Commission Decision No. 49665 dated February 16, 1954, in 

Application No. 33952, as modified by Decision No. 91799 in 1980, SCE has utilized 

straightline remaining life depreciation for computing depreciation expense for accounting and 

ratemaking purposes in connection with its operations. 

Pursuant to Commission Decision No. 59926, dated April 12, 1960, SCE uses accelerated 

depreciation for income tax purposes and “flows through” reductions in income tax to customers 

within the Commission’s jurisdiction for property placed in service prior to 1981. Pursuant to 

Decision No. 93848 in OII-24, SCE uses the Accelerated Cost Recovery System (ACRS) for 

federal income tax purposes and “normalizes” reductions in income tax to customers for property 

placed in service after 1980 in compliance with the Economic Recovery Tax Act of 1981, and 

also in compliance with the Tax Reform Act of 1986. Pursuant to Decision No. 88-01-061, dated 

January 28, 1988, SCE uses a gross of tax interest rate in calculating the AFUDC Rate, and 

income tax normalization to account for the increased income tax expense occasioned by the Tax 

Relief Act of 1986 provisions requiring capitalization of interest during construction for income 

tax purposes. 

D. Description of Southern California Edison Company 

SCE is an investor-owned public utility engaged in the business of generating, 

transmitting, and distributing electric energy in portions of central and southern California. In 

addition to its properties in California, it owns, in some cases jointly with others, facilities in 
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Nevada, Arizona, and New Mexico, its share of which produces power and energy for the use of 

its customers in California. In conducting such business, SCE operates an interconnected and 

integrated electric utility system. 

E. Service Territory 

SCE’s service territory is located in 15 counties in central and southern California, 

consisting of Fresno, Imperial, Inyo, Kern, Kings, Los Angeles, Madera, Mono, Orange, 

Riverside, Santa Barbara, San Bernardino, Tulare, Tuolumne,6 and Ventura Counties, and 

includes approximately 188 incorporated communities as well as outlying rural territories. A list 

of the counties and municipalities served by SCE is attached hereto as Appendix B.  SCE also 

supplies electricity to certain customers for resale under tariffs filed with the Federal Energy 

Regulatory Commission. 

F. Location Of Items Required In A Permit To Construct Pursuant To GO 131-
D, Section IX.B 

Much of the information required to be included in a PTC application pursuant to GO 

131-D, Section IX.B is found in the PEA. 

Required PTC application information has been cross-referenced to the PEA in the 

following text. The PTC application requirements of GO 131-D, Section IX.B are in bold italics, 

and the PEA references follow in plain text. 

a. A description of the proposed power line or substation facilities, including the proposed 
power line route; proposed power line equipment, such as tower design and appearance, 
heights, conductor sizes, voltages, capacities, substations, switchyards, etc., and a proposed 
schedule for authorization, construction, and commencement of operation of the facilities. 
 

                                                 

6 SCE provides electric service to a small number of customer accounts in Tuolumne County and is not subject to 
franchise requirements. 



 

13 
 

 Descriptions of the Project are found throughout the PEA in Chapter 1, Chapter 2, 
Chapter 3, Chapter 4 and Chapter 5. 

 The proposed power line route is described in Sections 3.0 (“Project Description”); 3.1 
(“Project Location”); 3.4 (“Proposed Project”) [including Subsections 3.4.1 (“Summary 
of Project Components by Project Section”), 3.4.1.1 (“Project Section 1”); 3.4.1.2 
(“Project Section 2”); 3.4.1.3 (“Project Section 3”) and  3.4.1.4 (“Project Section 4”)]; 
and illustrated in Figures 3.1-1 (“Project Sections and Substations”); 3.2-1b (“Proposed 
Future Moorpark 66 kV Subtransmission System”); 3.4-1a (“Past Activities”); 3.4-1b 
(“Future Activities”); 3.4-2a (“Transmission and Subtransmission Lines in the Vicinity of 
the Project: Index”); 3.4-2b (“Transmission And Subtransmission Lines in the Vicinity 
Of The Project: Sections 1 and 2”); 3.4-2c (“Transmission and Subtransmission Lines in 
the Vicinity of the Project: Sections 2 and 3”); 3.4-2d (“Transmission and 
Subtransmission Lines in the Vicinity of the Project:  Sections 3 and 4”); 4.2-1a 
(“Important Farmlands and Williamson Act Lands (North)”); 4.2-1b (“Important 
Farmlands and Williamson Act Lands (South)”); and 4.4-2 (“Critical Habitat Areas”).  
The locations where work would be done at substations are described in Sections 3.0 
(“Project Description”) and 3.5 (“Project Components”) [including Subsections 3.5.4 
(“Substations”), 3.5.4.1 (“Modifications to Existing Substations”), 3.5.4.1.1 (“Moorpark 
Substation”) and 3.5.4.1.2 (“Newbury Substation”)], and illustrated in Figures 3.1-1 
(“Project Sections and Substations”); 3.4-1a (“Past Activities”); 3.4-1b (“Future 
Activities”); 3.5-3a (“Existing Moorpark Substation Area”); 3.5-3b (“Existing Newbury 
Substation Area”). 

 The physical characteristics of the Project’s components are described in Sections 3.0 
(“Project Description”); 3.1 (“Project Location”); 3.4 (“Proposed Project”) [including 
Subsections 3.4.1 (“Summary of Project Components by Project Section”), 3.4.1.1 
(“Project Section 1”); 3.4.1.2 (“Project Section 2”); 3.4.1.3 (“Project Section 3”) and  
3.4.1.4 (“Project Section 4”)]; 3.5 (“Project Components”) [including Subsections 3.5.1 
(“66 kV Subtransmission Lines”), 3.5.2 (“66 kV Subtransmission Poles”), 3.5.2.1 
(“Lightweight Steel Poles”), 3.5.2.1.1 (“Grounding”), 3.5.2.1.2 (“Guying and Guy 
Poles”), 3.5.2.2 (“Tubular Steel Poles”), 3.5.3 (“Conductor”), 3.5.3.1 (“Above-Ground 
Installation”), 3.5.3.2 (“Below-Ground Installation”), 3.5.4 (“Substations”), 3.5.4.1 
(“Modifications to Existing Substations”), 3.5.4.1.1 (“Moorpark Substation”), 3.5.4.1.2 
(“Newbury Substation”), 3.5.4.1.3 (“Substation Access”), 3.5.4.1.4 (“Substation Parking 
Area”), 3.5.4.1.5 (“Substation Grading”), 3.5.4.1.6 (“Substation Drainage”), 3.5.4.1.7 
(“Ground Surface Improvements”), 3.5.4.1.8 (“Substation Lighting”), 3.5.4.1.9 
(“Substation Perimeter”), and illustrated in Figures 3.1-1 (“Project Sections and 
Substations”); 3.4-1a (“Past Activities”); and 3.4-1b (“Future Activities”); 3.5-1 
(“Typical Pole Design”); 3.5-2 (“Subtransmission Duct Bank Detail”); and 3.7-2 (“36: 
Marker Ball Dimensions”). 

 The Project Schedule is discussed in Section 3.7.6 (“Construction Schedule”) and 
attached to this Application as Appendix C. 
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b. A map of the proposed power line routing or substation location showing populated areas, 
parks, recreational areas, scenic areas, and existing electrical transmission or power lines 
within 300 feet of the proposed route or substation. 
 

 Regional [Figures 1.1-1 (“Regional Map”), 4.1-1 (“Regional Landscape Context”) and 
4.1-2 (“Photograph Viewpoint Locations”)] and Project area [Figures 1.1-2 (“Electrical 
Needs Area”); 3.1-1 (“Project Sections and Substations”); 3.4-1a (“Past Activities”); 3.4-
1b (“Future Activities”); 4.2-1a (“Important Farmlands and Williamson Act Lands 
(North)”); 4.2-1b (“Important Farmlands and Williamson Act Lands (South)”); 4.4-2 
(“Critical Habitat Areas”); 4.3-1a (“Potentially Sensitive Receptor Locations (North)”); 
4.3-1b (“Potentially Sensitive Receptor Locations (South)”); 4.10-1a (“Moorpark 
Substation, Land Use Designations”); 4.10-1b (“Moopark Substation, Zoning”); 4.10-2a 
(“Project Sections 2 & 3, Land Use Designations”); 4.10-2b (“Project Sections 2 & 3, 
Zoning”); 4.10-3a (“Newbury Substation, Land Use Designations”); 4.10-3b (“Newbury 
Substation, Zoning”); 4.14-1a (“Public Services and Schools (North)”); 4.14-1b (“Public 
Services and Schools (South)”); 4.15-1a (“Local Parks (North)”); and 4.15-1b (“Local 
Parks (South)”] maps and aerial photographs showing existing features, including land 
uses and populated areas, are provided in the PEA. 
 

 Maps and aerial photographs designating and showing current land uses, including parks, 
recreational, and scenic areas, are provided as Figures 3.5-3a (“Existing Moorpark 
Substation Area”); 3.5-3b (“Existing Newbury Substation Area”); 3.7-1a (“Access Roads 
And Control Features (North)”); 3.7-1b (“Access Roads And Control Features (South)”); 
4.1-1 (“Regional Landscape Context”); 4.2-1a (“Important Farmlands and Williamson 
Act Lands (North)”); 4.2-1b (“Important Farmlands and Williamson Act Lands 
(South)”); 4.10-1a (“Moorpark Substation, Land Use Designations”); 4.10-1b 
(“Moorpark Substation, Zoning”); 4.10-2a (“Project Sections 2 & 3, Land Use 
Designations”); 4.10-2b (“Project Sections 2 & 3, Zoning”); 4.10-3a (“Newbury 
Substation, Land Use Designations”); 4.10-3b (“Newbury Substation, Zoning”); 4.14-1a 
(“Public Services and Schools (North)”); 4.14-1b (“Public Services and Schools 
(South)”); 4.15-1a (“Local Parks (North)”); 4.15-1b (“Local Parks (South)”); and 4.15-2 
(“Existing And Proposed Trails Near Newbury Substation”). 

 Maps and aerial photographs showing the locations of the existing substations where 
work was and would be done as part of the Project, as well as the location of the 66 kV 
subtransmission line route, and proximity to existing electrical transmission and power 
lines, are provided as Figures 3.1-1 (“Project Sections and Substations”); 3.2-1a 
(“Existing Moorpark 66 kV Subtransmission System”); 3.2-1b (“Proposed Future 
Moorpark 66 kV Subtransmission System”); 3.4-1a (“Past Activities”); and 3.4-1b 
(“Future Activities”); 3.4-2a (“Transmission and Subtransmission Lines in the Vicinity of 
The Project: Index”); 3.4-2b (“Transmission and Subtransmission Lines in the Vicinity of 
the Project:  Sections 1 and 2”); 3.4-2c (“Transmission and Subtransmission Lines in the 
Vicinity of the Project: Sections 2 and 3”); and 3.4-2d (“Transmission and 
Subtransmission Lines in the Vicinity of the Project: Sections 3 and 4”); 3.5-3a 
(“Existing Moorpark Substation Area”); and 3.5-3b (“Existing Newbury Substation 
Area”). 
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c. Reasons for adoption of the power line route or substation location selected, including 

comparison with alternative routes or locations, including the advantages and 
disadvantages of each. 
 
 Reasons for the adoption of the route for the 66 kV subtransmission line work and 

substation modifications, including the challenges and additional environmental impacts 
associated with alternative routes and sites, are discussed in PEA Sections 2.2 (“Project 
Objectives”) [including Subsections 2.2.1 (“Add 66 kV Subtransmission Line Capacity to 
Meet Forecasted Electrical Demand While Providing Long-Term, Safe and Reliable 
Electrical Service in the ENA”), 2.2.2 (“Maintain Sufficient Voltage at the 66 kV 
Substation Buses During Normal and Abnormal System Conditions”), 2.2.3 (“Provide 
Greater Operational Flexibility to Transfer Load Between 66 kV Subtransmission Lines 
and Substations Serving the ENA”), 2.2.4 (“Maintain and Improve System Reliability 
Within the ENA”), 2.2.5 (“Utilitze Existing Facilities Constructed to Date for the Project 
to Minimize Environmental Impacts and Reduce Construction Schedule”), 2.2.6 (“Utilize 
Existing ROW and Manage Existing ROW in a Prudent Manner in Expectation of 
Possible Future Needs”), and 2.2.7(“Design and Construct the Project in Conformance 
with SCE’s Applicable Engineering, Design, and Construction Standards for Substation, 
Transmission, Subtransmission, and Distribution System Projects”)]; 5.2 (“Description of 
Project Alternatives and Impact Analysis”); 5.2.1 (“System Alternatives Screening 
Methodology”); 5.2.2.1 (“System Alternative 1 Benefits”); 5.2.5 (“System Alternatives 
Analysis and Rationale for Evaluation or Elimination of Alternatives”) [including 
subsections 5.2.5.1 (“System Alternative 1”), 5.2.5.2 (“System Alternative 2”), and 
5.2.5.3 (“No Project Alternative”); 5.2.6 (“Subtransmission Line Route Alternatives”) 
[including Subsections 5.2.6.1 (“Subtransmission Line Route Alternative 1, Construct 
New and Reconstruct Existing 66 kV Facilities Within Existing Utility ROW on the 
South and East Sides of Moorpark-Ormond Beach 220 kV Corridor”), 5.2.6.2 
(“Subtransmission Line Route Alternative 2, Locate Portion of New 66 kV 
Subtransmission Line on the West Side of Moorpark-Ormond Beach 220 kV Corridor”) 
and 5.2.6.3 (“Subtransmission Line Route Alternative 3, Construct New 66 kV 
Subtransmission Line In Existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission 
Line ROW and in New ROW”)]; 5.2.7 (“Subtransmission Line Route Alternatives 
Analysis and Rationale for Evaluation or Elimination of Alternatives”); and 5.2.8 
(“Alternatives Analysis Conclusion”).  As discussed therein, no alternative 
subtransmission routings could reasonably be expected to allow for development of the 
Project as feasibly as the proposed route, while also reducing environmental impacts.  In 
addition, the Project would be generally consistent with the policy of the CPUC, as 
reflected in the Garamendi Principles (SB 2431, Chapter 1457, Statutes of 1988, 
Garamendi), to encourage the use of existing utility ROWs.  Locating electric facilities in 
the same ROW maximizes the use of property already used for utility purposes and 
minimizes the potential environmental impacts. 

d. A listing of the governmental agencies with which proposed power line route or substation 
location reviews have been undertaken, including a written agency response to applicant’s 
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written request for a brief position statement by that agency. (Such listing shall include 
The Native American Heritage Commission, which shall constitute notice on California 
Indian Reservation Tribal governments.) In the absence of a written agency position 
statement, the utility may submit a statement of its understanding of the position of such 
agencies. 

In addition to the public meetings and hearings between SCE and members of the public 

and certain elected officials during the Advice Letter process, SCE separately met and/or had 

conversations with representatives from the City of Thousand Oaks; the Conejo Open Space 

Conservation Agency (COSCA), a joint powers agency established by the City of Thousand 

Oaks and the Conejo Recreation and Parks District; the City of Moorpark; and the County of 

Ventura on several occasions over the past several years.  Communications with these agencies 

(and others) occurred prior to SCE’s filing of Advice Letter 2272-E in 2008, between the filing 

of Advice Letter 2272-E and the commencement of construction in 2010 and since the issuance 

of D.11-11-019.  In addition, SCE also had communications with the Native American Heritage 

Commission (NAHC) and individual Native Americans.  Summaries of all of these 

communications follow: 

 City of Thousand Oaks: As discussed in PEA Sections 1.5 (“Agency Coordination”) 
and 1.5.8 (“City of Thousand Oaks”), prior to filing Advice Letter 2272-E, SCE provided 
an information briefing about the Project to city planner Kristen Foord (who as discussed 
below is also the COSCA Manager) in August 2008. As required by GO 131-D, when 
SCE filed the Advice Letter, notice was provided to the City of Thousand Oaks via a 
letter along with the Notice of Proposed Construction to Community Development 
Director John Prescott.  Thereafter, following the filing of Advice Letter 2272-E and 
prior to the CPUC issuance of Resolution E-4243, SCE held multiple meetings with 
representatives of the City of Thousand Oaks between October 2008 and September 
2009.  Meetings were held with several individual City Councilmembers, the full City 
Council, and City staff members including City Manager Scott Mitnick and Community 
Development Director John Prescott.  Following the issuance of CPUC Resolution E-
4243 and prior to the start of construction on the Project, SCE provided additional 
updates to representatives of the City of Thousand Oaks during the second and third 
quarters of 2010.  Following the CPUC’s issuance of D.11-11-019 and the cessation of 
construction activities, SCE provided additional updates to representatives of the City of 
Thousand Oaks during the second and third quarters of 2013.  SCE believes the position 
of the City of Thousand Oaks to be neutral towards the Project.   
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 COSCA: As discussed in PEA Sections 1.5 (“Agency Coordination”) and 1.5.6 

(“COSCA”), prior to filing Advice Letter 2272-E, SCE provided an information briefing 
about the Project to COSCA Manager Kristen Foord in August 2008.  Thereafter, 
following the filing of Advice Letter 2272-E and prior to the CPUC issuance of 
Resolution E-4243, SCE held multiple meetings with COSCA staff between October 
2008 and September 2009, including a site visit with COSCA Manager Kristin Foord and 
Associate Planner Shelly Austin.  Details from the site visit were shared with Thousand 
Oaks Community Development Director John Prescott.  Mr. Prescott communicated to 
SCE that based on staff reports, he felt the Project would have minimal environmental 
impacts to COSCA property.  Following the issuance of CPUC Resolution E-4243 and 
prior to the start of construction on the Project, SCE provided regular updates to COSCA 
staff.   In addition, following SCE’s commencement of construction, SCE on September 
23, 2011 conducted another site visit with COSCA representatives in furtherance of 
determining appropriate mitigation fees payable to COSCA by SCE to fund restoration, 
enhancement, or preservation activities in conjunction with SCE’s execution of a 
Streambed Alteration Agreement with the then-titled California Department of Fish and 
Game.  Further consultation and coordination with COSCA representatives resulted in the 
development of an In-Lieu-Fee Mitigation Memorandum of Agreement (MOA) for off-
site mitigation fees dated October 2011 and ratifed by the COSCA Board of Directors at 
a March 14, 2012 meeting.   Following the CPUC’s issuance of D.11-11-019 and the 
cessation of construction activities, SCE continued to provide additional updates to 
COSCA staff. The most recent Project update was provided during the third quarter of 
2013.  SCE believes the position of COSCA to be neutral towards the Project. 
 

 City of Moorpark:  As discussed in PEA Sections 1.5 (“Agency Coordination”) and 
1.5.7 (“City of Moorpark”), as required by GO 131-D, when SCE filed Advice Letter 
2272-E, notice was provided to the City of Moorpark via a letter along with the Notice of 
Proposed Construction to City of Moorpark Community Development Director Dave 
Bobart.  Thereafter, following the filing of Advice Letter 2272-E and prior to the CPUC 
issuance of Resolution E-4243, SCE held multiple meetings with representatives of the 
City of Moorpark between October 2008 and October 2009.  Meetings were held with 
several individual City Councilmembers; the full City Council; and City staff members, 
including City Mayor Janice Parvin, Assistant City Manager Hugh Riley and Community 
Development Director Dave Bobart.  Following the issuance of CPUC Resolution E-4243 
and prior to the start of construction on the Project, SCE provided additional updates to 
representatives of the City of Moorpark during the second and third quarters of 2010.  
Following the CPUC’s issuance of D.11-11-019 and the cessation of construction 
activities, SCE provided additional updates to representatives of the City of Moorpark 
during the second and third quarters of 2013.  SCE believes the position of the City of 
Moorpark to be neutral towards the Project.  
 

 County of Ventura:  As discussed in PEA Sections 1.5 (“Agency Coordination”) and 
1.5.5 (“County of Ventura”), prior to filing Advice Letter 2272-E, SCE provided an 
information briefing about the project to Steve Williams, Real Estate Services Manager, 
in August 2008. As required by GO 131-D, when SCE filed the Advice Letter, notice was 



 

18 
 

provided to the County of Ventura via a letter along with the Notice of Proposed 
Construction to Kim Prillhart, Planning Director for the County.  Thereafter, following 
the filing of Advice Letter 2272-E and prior to the CPUC issuance of Resolution E-4243, 
SCE held multiple meetings with individual members of the Board of Supervisors as well 
as the entire Board of Supervisors of the County of Ventura between October 2008 and 
September 2009.  Following the issuance of CPUC Resolution E-4243 and prior to the 
start of construction on the Project, SCE provided additional updates to representatives of 
the County of Ventura during the second and third quarters of 2010.  Following the 
CPUC’s issuance of D.11-11-019 and the cessation of construction activities, SCE 
provided additional updates to representatives of the County of Ventura during the 
second and third quarters of 2013.  Representatives from the County of Ventura 
previously expressed opposition to any exemption of the Project from environmental 
review; however, the County’s official position is not currently known.   

  
 Native American Heritage Commission:  As discussed in PEA Sections 1.5 (“Agency 

Coordination”) and 1.5.4 (“Native American Heritage Commission and Tribal 
Coordination”), at the request of SCE, the NAHC conducted a search in late 2007 of the 
Sacred Lands File to identify cultural resources or areas of concern to Native Americans 
within the vicinity of the Project Area.  (A copy of SCE’s December 11, 2007 letter from 
Koral Ahmet to Ms. Carol Gaubatz regarding “Lands File Search Request for the 
Moorpark-Newbury 66 kV New Source Line Project, Ventura County, California” is 
attached to the PEA in Appendix C.)  The NAHC’s search “failed to indicate the presence 
of Native American cultural resources in the immediate project area”, and provided a list 
of 11 Native American individuals/organizations that may have knowledge of cultural 
resources in the Project Area.  (See December 13, 2007 letter from Katy Sanchez, NAHC 
to Koral Ahmet, SCE, re: “Proposed Moorpark-Newburry [sic] 66 kV New Source Like 
[sic] Project, Ventura County.” attached to the PEA in Appendix C.)  SCE sent letters to 
all recommended contacts on December 11, 2007.  To date, a response noting interest has 
been received from the Owl Clan, Qun-tan Shup.  Mrs. A-lul’Koy Lotah expressed 
concern for Chumash cultural sites “located in the New Source Line proposed project site 
and up to a 5 mile radius around the proposed project areas.”  A second NAHC inquiry 
was made in November 2012.  (A copy of SCE’s November 13, 2012 letter from 
Christopher Doolittle to Mr. David Singleton regarding “Lands File Search Request for 
the Moorpark-Newbury 66 kV New Source Line Project, Ventura County, California” is 
attached to the PEA in Appendix C.)  In response, NAHC provided a list of 22 Native 
American individuals/organizations that may have knowledge of cultural resources in the 
Project Area.  (See November 20, 2012 letter from Dave Singleton, NAHC to Christopher 
Doolittle, SCE re: Sacred Lands File Search and Native American Contacts list for the 
proposed Sacred Lands File Search and Native American Contacts list of the proposed 
“Moorpark-Newbury 66 kV New Source Line Project;” located in Ventura County, 
California, attached to the PEA in Appendix C attached to the PEA in Appendix C.)  Ten 
of these individuals/organizations were on the list received in 2007, and 12 are new.  SCE 
has sent letters to all 22 individuals/organizations; one response has been received to 
date. (A copy of the form letter sent to these recipients is also included in PEA Appendix 
C.)  Ms. Isabella Ayala, the Ventura County Regional Representative, Coastal Band of 
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the Chumash Nation, requested that she be contacted if the Project will impact Native 
American cultural resources. 

 
 

e. A PEA or equivalent information on the environmental impact of the project in 
accordance with the provisions of CEQA and this Commission’s Rules of Practice and 
Procedure Rule 2.4 [formerly 17.1 and 17.3]. If a PEA is filed, it may include the data 
described in Items a. through d. above. 
 

A PEA is attached to this Application. 

 

G. Compliance With GO 131-D, Section X 

GO 131-D, Section X, requires applications for a PTC to describe measures taken to 

reduce potential exposure to electric and magnetic fields (EMF) generated by the proposed 

facilities. A complete description of EMF-related issues is contained in SCE’s EMF Field 

Management Plan for the Project, which is attached as Appendix F to this Application. 

H. Compliance With Rule 2.1(c) 

In compliance with Rule 2.1(c) of the Commission’s Rules of Practice and Procedure 

(California Code of Regulations, Title 20), SCE is required to state in this Application “[t]he 

proposed category for the proceeding, the need for hearing, the issues to be considered, and a 

proposed schedule.” SCE proposes to categorize this Application as a rate-setting proceeding. 

SCE anticipates that a hearing will not be necessary. This proceeding involves the 

Commission’s: (1) environmental review of the Project in compliance with the California 

Environmental Quality Act (CEQA) (Pub. Resources Code § 21000 et seq.) and the 

Commission’s GO 131-D; and (2) issuance of a PTC authorizing SCE to construct the Project. 

Should the CPUC determine that the Project qualifies for Exemption g, SCE suggests the 

following proposed schedule for this Application: 

 October 2013    Application filed 
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 November 2013  Application accepted as complete 

 February 2014   Final Decision issued 

In the event that the CPUC determines that the Project does not qualify for Exemption g, SCE 

suggests the following proposed schedule for this Application: 

 October 2013    Application filed 

 November 2013  Application accepted as complete 

 January 2014   Initial Study issued 

 October 2014   Draft CEQA document issued 

 April  2015    Final CEQA document issued 

 July 2015   Proposed Decision issued 

 August 2015   Final Decision issued 

I. Statutory Authority 

This Application is made pursuant to the provisions of CEQA, GO 131-D, the 

Commission’s Rules of Practice and Procedure, and prior orders and resolutions of the 

Commission. 

J. Public Notice 

Pursuant to GO 131-D, Section XI.A, notice of this Application shall be given: (1) to 

certain public agencies and legislative bodies; (2) to owners of property located on or within 300 

feet of the project area; (3) by advertisement in a newspaper or newspapers of general 

circulation; and (4) by posting a notice on-site and off-site at the project location.  SCE has 
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given, or will give, proper notice within the time limits prescribed in GO 131- D.7  A copy of the 

Notice of Application for a Permit to Construct and list of newspapers which will publish the 

notice are contained in Appendix D. A copy of the Certificate of Service of Notice of 

Application for a Permit to Construct and a service list are contained in Appendix E. 

K. Supporting Appendices And Attachment 

Appendices A through G and the attached PEA listed below are made a part of this Application: 

 Appendix A: Balance Sheet and Statement of Income as of June 30, 2013. 

 Appendix B: List of Counties and Municipalities Served by SCE 

 Appendix C: Moorpark-Newbury 66 kV Subtransmission Line Project Schedules 

 Appendix D: Notice of Application for a Permit to Construct 

 Appendix E: Certificate of Service of Notice of Application for a Permit to Construct 

 Appendix F: Field Management Plan 

 Appendix G: Additional Materials Provided for a Complete Record of Proceedings 

 Attachment: Proponent’s Environmental Assessment 

L. Compliance With Rule 2.5 

In accordance with Rule 2.5 of the Commission’s Rules of Practice and Procedure, SCE 

is enclosing a deposit to be applied to the costs the Commission incurs to prepare a negative 

declaration or an environmental impact report for the Project. 

M. Request For Ex Parte Relief 

SCE requests that the relief requested in this Application be provided ex parte as 

provided for in GO 131-D, Section IX.B.6. 

                                                 

7 In addition to providing notice to the owners of property located on or within 300 feet of the project area, because 
the Project involved prior proceedings on SCE’s Advice Letter 2272-E, SCE is also providing notice to those 
persons who were involved in those proceedings. 
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N. Request For Timely Relief 

SCE requests the Commission issue a decision within the time limits prescribed by 

Government Code Section 65920 et seq. (the Permit Streamlining Act) as provided for in GO 

131-D, Section IX.B.6. 

Moreover, as addressed in the same subsection of GO 131-D, SCE requests that the 

Commission refrain from assigning an ALJ to this proceeding, unless a valid protest is received 

by the Commission, and in the absence of any valid protest allow the Energy Division to process 

this Application.8 

  

                                                 

8 D.95-08-038, Appendix A, p. 25. 
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IV. CONCLUSION 

SCE respectfully requests the Commission to issue a PTC authorizing SCE to construct 

the Project described in this Application and the attached PEA. SCE further requests that the 

relief be provided ex parte and within the time limits prescribed by the Permit Streamlining Act. 

Respectfully submitted, 

SOUTHERN CALIFORNIA EDISON COMPANY 
 
        /s/Kevin R. Cini                                          
By: Kevin R. Cini 
Vice President 
 
 
 
      /s/Tammy Jones 
By:  Tammy Jones 

Attorney for 
 
SOUTHERN CALIFORNIA EDISON COMPANY 
2244 Walnut Grove Avenue    
Post Office Box 800      
Rosemead, California  91770    
Telephone: (626) 302-6634    
Facsimile: (626) 302-1926    
E-mail:   tammy.jones@sce.com 
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VERIFICATION 
 
 

I am an officer of the applicant corporation herein, and am authorized to make this 

verification on its behalf. I am informed and believe that the matters stated in the foregoing 

document are true. 

I declare under penalty of perjury that the foregoing is true and correct. 

Executed this 28th day of October, 2013, at Brea, California. 

 
       /s/Kevin R. Cini                                                 
By: Kevin R. Cini 
Vice President 
SOUTHERN CALIFORNIA EDISON COMPANY 
Telephone: (714) 255-4894 

 

October 28, 2013 
 
 
 
 



 

 

APPENDIX A 

Balance Sheet and Statement of Income as of June 2013 



SOUTHERN CALIFORNIA EDISON COMPANY

STATEMENT OF INCOME
SIX MONTHS ENDED JUNE 30, 2013

(In millions)

OPERATING REVENUE 5,674$       

OPERATING EXPENSES:
  Fuel 154
  Purchased power 1,855
  Other operation and maintenance 1,665
  Depreciation, decommissioning and amortization 832
  Property and other taxes 151
  Disallowances and other 0
  Asset impairment and others 575

Total operating expenses 5,232
OPERATING INCOME 442

  Interest income 6
  Other income 55
  Interest expense (253)
  Other expenses (21)
INCOME BEFORE INCOME TAX 229
INCOME TAX EXPENSE 13
NET INCOME 216

Less: Dividends on preferred and preference stock 51

NET INCOME AVAILABLE FOR COMMON STOCK 165$          

A��



SOUTHERN CALIFORNIA EDISON COMPANY

BALANCE SHEET
JUNE 30, 2013

ASSETS
(in millions)

UTILITY PLANT:
Utility plant, at original cost * 33,419$        
Less- accumulated provision for depreciation and decommissioning * 7,578            

25,841          
Construction work in progress 3,321
Nuclear fuel, at amortized cost 139

29,301          

OTHER PROPERTY AND INVESTMENTS:
Nonutility property  - less accumulated depreciation of $117 73
Nuclear decommissioning trusts 4,181
Other investments 127

4,381

CURRENT ASSETS:
Cash and equivalents 49
Receivables, less allowances of $75 for uncollectible accounts 768
Accrued unbilled revenue 741
Inventory 267
Prepaid  taxes 22
Derivative assets 91
Regulatory assets 803
Other current assets 129

2,870

DEFERRED CHARGES:
Regulatory assets 7,494
Derivative assets 73
Other long-term assets 531

8,098

44,650$        

* Detailed by class on following pages.
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SOUTHERN CALIFORNIA EDISON COMPANY

BALANCE SHEET
JUNE 30, 2013

CAPITALIZATION AND LIABILITIES
(in millions)

CAPITALIZATION:
Common stock 2,168$          
Additional paid-in capital 584
Accumulated other comprehensive loss (30)
Retained earnings 7,115

Common shareholder's equity 9,837            
Preferred and preference stock 1,795
Long-term debt 8,427

Total capitalization 20,059          

CURRENT LIABILITIES:
Short-term debt 828
Current portion of long-term debt 800
Accounts payable 1,264
Accrued taxes 36
Accrued interest 194
Customer deposits 199
Derivative liabilities 140
Regulatory liabilities 493
Deferred income taxes 79
Other current liabilities 663

4,696

DEFERRED CREDITS:
Deferred income taxes 6,819
Deferred investment tax credits 102
Customer advances 134
Derivative liabilities 1,027
Pensions and benefits 1,727
Asset retirement obligations 3,322
Regulatory liabilities 4,836
Other deferred credits and other long-term liabilities 1,928

19,895

44,650$        
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APPENDIX B 

List of Counties and Municipalities 



�
�

Incorporated�Cities�and�Counties�Served�by�SCE�

� � �

�
COUNTIES�

Fresno 

Imperial 

Inyo 

Kern

Kings 

Los Angeles 

Madera 

Mono

Orange

Riverside  

San Bernardino  

Santa Barbara  

Tolumne  

Tulare  

Ventura
�

CITIES�
Adelanto 

Agoura Hills 

Alhambra 

Aliso Viejo 

Apple Valley 

Arcadia 

Artesia

Avalon 

Baldwin Park 

Barstow 

Beaumont 

Bell

Bell Gardens 

Bellflower 

Beverly Hills 

Big Bear Lake 

Bishop 

Blythe 

Bradbury 

Brea

Buena Park 

Calabasas 

California City 

Calimesa 

Camarillo 

Canyon Lake 

Carpinteria

Carson 

Cathedral City 

Cerritos 

Chino 

Chino Hills 

Claremont 

Commerce

Compton 

Corona 

Costa Mesa 

Covina 

Cudahy 

Culver City 

Cypress 

Delano 
Desert Hot  
Springs 

Diamond Bar 

Downey 

Duarte 

Eastvale

El Monte 

El Segundo 

Exeter 

Farmersville

Fillmore 

Fontana 

Fountain Valley 

Fullerton 

Garden Grove 

Gardena 

Glendora 

Goleta

Grand Terrace 
Hanford 

Hawaiian Gardens 

Hawthorne 

Hemet 

Hermosa Beach 

Hesperia 

Hidden Hills 
Highland 
Huntington  
Beach 

Huntington Park 

Indian Wells 

Industry 

Inglewood 

Irvine

Irwindale 

Jurupa Valley 
La Canada 
Flintridge 

La Habra 
La Habra  
Heights 

La Mirada 

La Palma 

La Puente 

La Verne 

Laguna Beach 

Laguna Hills 

Laguna Niguel 

Laguna Woods 

Lake Elsinore 

Lake Forest 

Lakewood 

Lancaster 

Lawndale 

Lindsay

Loma Linda 

Lomita 

Long Beach  

Los Alamitos 

Lynwood 

Malibu 

Mammoth Lakes 
Manhattan  
Beach 

Maywood 

McFarland

Menifee 

Mission Viejo 

Monrovia 

Montclair 

Montebello 

Monterey Park 

Moorpark 

Moreno Valley 

Murrieta

Newport Beach 

Norco 

Norwalk 

Ojai

Ontario

Orange 

Oxnard 

Palm Desert 

Palm Springs 

Palmdale 

Palos Verdes 

Paramount 

Perris 

Pico Rivera 

Placentia 

Pomona 

Port Hueneme 

Porterville 
Rancho 
Cucamonga 
Rancho Mirage 
Rancho Palos 
Verdes 
Rancho Santa 
Margarita 

Redlands 

Redondo Beach 

Rialto 

Ridgecrest 

Rolling Hills 

Rolling Hills 
Estates

Rosemead 

San Bernardino  
San
Buenaventura 

San Dimas 

San Fernando 

San Gabriel 

San Jacinto 

San Marino 

Santa Ana 

Santa Barbara 

Santa Clarita 
Santa Fe  
Springs 

Santa Monica 

Santa Paula 

Seal Beach 

Sierra Madre 

Signal Hill 

Simi Valley 

South El Monte 

South Gate 

South Pasadena 

Stanton 

Tehachapi 

Temecula 

Temple City 

Thousand Oaks 

Torrance 

Tulare 

Tustin 

Twentynine Palms 

Upland 

Valencia 

Victorville

Villa Park 

Visalia

Walnut 

West Covina 

West Hollywood 

Westlake Village 

Westminster

Whittier

Wildomar 
Woodlake (Three 
Rivers) 

Yorba Linda 

Yucaipa

Yucca Valley 



 

 

APPENDIX C 

Moorpark-Newbury 66 kV Subtransmission Line Project Schedule 



Proposed Moorpark-Newbury 66 kV Subtransmission Line Project Schedule 

Should the CPUC determine that the Project qualifies for Exemption g, SCE suggests the following proposed 

schedule for this Application: 

Date    Event

October 2013    Application filed 

November 2013   Application accepted as complete 

February 2014   Final Decision issued 

March 2014   Commence construction 

December 2014   Operating date 

In the event that the CPUC determines that the Project does not qualify for Exemption g, SCE suggests the 

following proposed schedule for this Application: 

Date    Event

October 2013    Application filed 

November 2013   Application accepted as complete 

January 2014   Initial Study issued 

October 2014   Draft CEQA document issued 

April 2015     Final CEQA document issued 

July 2015    Proposed Decision issued 

August 2015   Final Decision issued 

September 2015   Commence construction 

June 2016    Operating date 
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APPENDIX E 

Certificate of Service of Notice of Application For A Permit To Construct 



CERTIFICATE OF SERVICE 

I hereby certify that, pursuant to the Commission’s Rules of Practice and Procedure, I have this 
day served a true copy of Southern California Edison Company Notice of Application for a 
Permit to Construct on the Moorpark-Newbury 66 Kilovolt (kV) Subtransmission Line Project 
on all parties identified on the attached Agency Service list(s) A.13-10-XXX Moorpark-Newbury 
Project.  Service was effected by the means indicated below: 

� Placing copies in properly addressed sealed envelopes and depositing such 
copies in the United States mail with CERTIFIED postage prepaid to all 
parties for those listed on the attached non-email list. 

 
Moorpark-Newbury 66 kV Subtransmission Line 

Agency Service List 

Executed this 28TH day of October 2013, at Rosemead, California. 

/s/ Monica L Romero_________________________ 
Monica L. Romero 
Project Analyst 
SOUTHERN CALIFORNIA EDISON COMPANY 

 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California  91770 

 

 

 







CERTIFICATE OF SERVICE 

I hereby certify that, pursuant to the Commission’s Rules of Practice and Procedure, I 
have this day served a true copy of Southern California Edison Company Notice of Application 
for a Permit to Construct on the Moorpark-Newbury 66 Kilovolt (kV) Subtransmission Line 
Project and Cover Letter on all parties identified on the attached 300 Foot Service List(s) A.13-
10-XXX Moorpark-Newbury.  Service was effected by one or more means indicated below: 

Parcels within a 300-Foot Radius of the Project 
Moorpark-Newbury 66 kV Subtransmission Line Project 

� Directing Prographics to place the copies in properly addressed sealed 
envelopes and to deposit such envelopes in the United States mail with 
first-class postage prepaid to all parties. 

Executed this 28th day of October 2013, at Rosemead, California. 

/s/ Monica L Romero________________________ 
Monica L. Romero 
Project Analyst 
SOUTHERN CALIFORNIA EDISON COMPANY 

 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California  91770 

 

 

 



























CERTIFICATE OF SERVICE 

I hereby certify that, pursuant to the Commission’s Rules of Practice and Procedure, I 
have this day served a true copy of Southern California Edison Company Notice of Application 
for a Permit to Construct on the Moorpark-Newbury 66 Kilovolt (kV) Subtransmission Line 
Project and Cover Letter on all parties identified on the attached List of Persons Involved in 
Previous Advice Letter Proceedings Service List(s) A.13-10-XXX Moorpark-Newbury.  
Service was effected by one or more means indicated below: 

Persons Involved in Previous Advice Letter Proceedings 
Moorpark-Newbury 66 kV Subtransmission Line Project 

� Directing Prographics to place the copies in properly addressed sealed 
envelopes and to deposit such envelopes in the United States mail with 
first-class postage prepaid to all parties. 

Executed this 28th day of October 2013, at Rosemead, California. 

/s/ Monica L Romero________________________ 
Monica L. Romero 
Project Analyst 
SOUTHERN CALIFORNIA EDISON COMPANY 

 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California  91770 
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I. EXECUTIVE SUMMARY 

This document is Southern California Edison Company’s (SCE) Field Management Plan 
(FMP) for the Moorpark-Newbury 66 kilovolt (kV) Subtransmission Line Project (Project).  SCE 
proposes to construct and operate the Project to address a base case overload on the Moorpark-
Newbury tap of the existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line.  The 
Project would occur in the City of Moorpark, the City of Thousand Oaks, and in unincorporated 
Ventura County between the two cities (Figure 1).  The Project has been divided into discrete 
geographic Project Sections per the Proponent’s Environmental Assessment (PEA) of the 
Project:

� Project Section 1 includes all work conducted within the fenceline at Moorpark 
Substation in the City of Moorpark. 

� Project Section 2 spans from Moorpark Substation to near the border of the City of 
Thousand Oaks; most of Project Section 2 is located in unincorporated Ventura 
County (including the Santa Rosa Valley), with a portion of Project Section 2 located 
in the City of Moorpark.  Project Section 2 is approximately 5 miles in length. 

� Project Section 3 spans from just north of the City of Thousand Oaks border to a 
point within Conejo Open Space Conservancy Agency (COSCA) lands in the Conejo 
Canyons area; the end of Project Section 3 is the point at which the subtransmission 
route changes direction from east to south in the City of Thousand Oaks.  Project 
Section 3 is approximately 3 miles in length. 

� Project Section 4 spans from the end of Project Section 3 to the termination of the 
Project infrastructure within Newbury Substation in the City of Thousand Oaks.  
Project Section 4 is approximately 1 mile in length. 

The Project includes the following major components: 

� Construction of approximately 1,200 feet of new underground 66 kV subtransmission 
line entirely within Moorpark Substation.

� Construction of approximately 5 miles of the new Moorpark-Newbury 66 kV 
Subtransmission Line on new tubular steel poles (TSPs) on the south and east sides of 
SCE’s existing Moorpark-Ormond Beach 220 kV Right-of-Way (ROW). 

� Construction of approximately 3 miles of the new Moorpark-Newbury 66 kV 
Subtransmission Line within the existing Moorpark-Newbury-Pharmacy 66 kV 
Subtransmission Line ROW. Existing single-circuit lattice steel towers (LSTs) would 
be replaced with new TSPs; the TSPs would be double-circuited, carrying both the 
existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line and the new 
Moorpark-Newbury 66 kV Subtransmission Line. The existing single-circuit 
Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line in this section would be 
reconstructed and reconductored to accommodate the installation of the new 
Moorpark-Newbury 66 kV Subtransmission Line.    
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� Construction of approximately 1 mile of the new Moorpark-Newbury 66 kV 
Subtransmission Line within the existing Moorpark-Newbury-Pharmacy 66 kV 
Subtransmission Line ROW into Newbury Substation. Existing single-circuit wood 
poles would be replaced with new lightweight steel (LWS) poles; within Newbury 
Substation, four wood poles would be replaced with four TSPs. The existing 
Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line would be reconstructed 
and transferred to the new LWS poles and TSPs in a double-circuit configuration to 
accommodate the new Moorpark-Newbury 66 kV Subtransmission Line. 

� Construction of new 66 kV subtransmission line positions and associated 
infrastructure within Moorpark Substation and Newbury Substation to facilitate the 
termination of the new Moorpark-Newbury 66 kV Subtransmission Line. 

� Transfer of existing distribution circuitry and telecommunication facilities to new 
subtransmission poles as necessary. 

Some scope of work within Moorpark Substation and Newbury Substation, and portions 
of subtransmission work in Project Sections 1 through 4, have already been completed between 
October 2010 and November 2011.  Details of the work completed so far, along with the 
remaining work, have been outlined in the Project PEA.   

SCE provides this FMP in order to inform the public, the California Public Utilities 
Commission (CPUC), and other interested parties of its evaluation of “no-cost and low-cost” 
magnetic field reduction design options for this Project, and SCE’s proposed plan to apply these 
design options to this Project.  This FMP has been prepared in accordance with CPUC Decision 
No. 93-11-013 and Decision No. 06-01-042 relating to extremely low frequency (ELF)1 electric
and magnetic fields (EMF).  This FMP also provides background on the current status of 
scientific research related to possible health effects of EMF, and a description of the CPUC’s 
EMF policy. 

The “no-cost and low-cost” magnetic field reduction design options that are incorporated 
into the design of the Project are as follows: 

� Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria 

� Utilize double-circuit construction that reduces spacing between circuits as compared 
with single-circuit construction 

� Arrange conductors of proposed subtransmission line for magnetic field reduction 

� Place new substation electrical equipment (such as underground duct banks) away from 
the substation property lines closest to populated areas. 

The “no-cost and low-cost” magnetic field reduction design options that SCE considered 
for the Project are summarized in Table 1. 

1  The extremely low frequency is defined as the frequency range from 3 Hz to 3,000 Hz. 
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SCE’s plan for applying the above “no-cost and low-cost” magnetic field reduction 
design options for the Project is consistent with CPUC’s EMF policy and with the direction of 
leading national and international health agencies.  Furthermore, the plan complies with SCE’s 
EMF Design Guidelines2, and with applicable national and state safety standards for new 
electrical facilities. 

2  EMF Design Guidelines, July 2006. 
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II. BACKGROUND REGARDING EMF AND PUBLIC HEALTH RESEARCH ON 
EMF

There are many sources of power frequency20 electric and magnetic fields, including 
internal household and building wiring, electrical appliances, and electric power transmission 
and distribution lines.  There have been numerous scientific studies about the potential health 
effects of EMF.  After many years of research, the scientific community has been unable to 
determine if exposures to EMF cause health hazards.  State and federal public health regulatory 
agencies have determined that setting numeric exposure limits is not appropriate.21

Many of the questions about possible connections between EMF exposures and specific 
diseases have been successfully resolved due to an aggressive international research program.  
However, potentially important public health questions remain about whether there is a link 
between EMF exposures and certain diseases, including childhood leukemia and a variety of 
adult diseases (e.g., adult cancers and miscarriages).  As a result, some health authorities have 
identified magnetic field exposures as a possible human carcinogen.  As summarized in greater 
detail below, these conclusions are consistent with the following published reports: the National 
Institute of Environmental Health Sciences (NIEHS) 199922, the National Radiation Protection 
Board (NRPB) 200123, the International Commission on non-Ionizing Radiation Protection 
(ICNIRP) 2001, the California Department of Health Services (CDHS) 200224, the International 
Agency for Research on Cancer (IARC) 200225 and the World Health Organization (WHO) 
200726 . 

The federal government conducted EMF research as a part of a $45-million research 
program managed by the NIEHS.  This program, known as the EMF RAPID (Research and 
Public Information Dissemination), submitted its final report to the U.S. Congress on June 15, 
1999.  The report concluded that: 

� “The scientific evidence suggesting that ELF-EMF exposures pose any health risk is 
weak.”27

� “The NIEHS concludes that ELF-EMF exposure cannot be recognized as entirely safe 
because of weak scientific evidence that exposure may pose a leukemia hazard.”28

20  In U.S., it is 60 Hertz (Hz). 
21  CPUC Decision 06-01-042, p. 6, footnote 10. 
22  National Institute of Environmental Health Sciences’ Report on Health Effects from Exposures to Power-Line 

frequency Electric and Magnetic Fields, NIH Publication No. 99-4493, June 1999. 
23  National Radiological Protection Board, Electromagnetic Fields and the Risk of Cancer, Report of an Advisory 

Group on Non-ionizing Radiation, Chilton, U.K. 2001. 
24  California Department of Health Services, An Evaluation of the Possible Risks from Electric and Magnetic 

Fields from Power Lines, Internal Wiring, Electrical Occupations, and Appliances, June 2002. 
25  World Health Organization / International Agency for Research on Cancer, IARC Monographs on the 

evaluation of carcinogenic risks to humans (2002), Non-ionizing radiation, Part 1: Static and extremely low-
frequency (ELF) electric and magnetic fields, IARCPress, Lyon, France: International Agency for Research on 
Cancer, Monograph, vol. 80, p. 338, 2002. 

26  WHO, Environmental Health Criteria 238, EXTREMELY LOW FREQUENCY FIELDS, 2007. 
27  National Institute of Environmental Health Sciences, NIEHS Report on Health Effects from Exposures to 

Power-Frequency Electric and Magnetic Fields, p. ii, NIH Publication No. 99-4493, 1999. 
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� “The NIEHS suggests that the level and strength of evidence supporting ELF-EMF 
exposure as a human health hazard are insufficient to warrant aggressive regulatory 
actions; thus, we do not recommend actions such as stringent standards on electric 
appliances and a national program to bury all transmission and distribution lines. 
Instead, the evidence suggests passive measures such as a continued emphasis on 
educating both the public and the regulated community on means aimed at reducing 
exposures. NIEHS suggests that the power industry continue its current practice of 
siting power lines to reduce exposures and continue to explore ways to reduce the 
creation of magnetic fields around transmission and distribution lines without creating 
new hazards.”29

In 2001, Britain’s NRPB arrived at a similar conclusion: 

“After a wide-ranging and thorough review of scientific research, an independent 
Advisory Group to the Board of NRPB has concluded that the power frequency 
electromagnetic fields that exist in the vast majority of homes are not a cause of 
cancer in general. However, some epidemiological studies do indicate a possible 
small risk of childhood leukemia associated with exposures to unusually high 
levels of power frequency magnetic fields.”30

In 2002, three scientists for CDHS concluded:

“To one degree or another, all three of the [CDHS] scientists are inclined to 
believe that EMFs can cause some degree of increased risk of childhood 
leukemia, adult brain cancer, Lou Gehrig’s disease, and miscarriage. 

They [CDHS] strongly believe that EMFs do not increase the risk of birth defects, 
or low birth weight. 

They [CDHS] strongly believe that EMFs are not universal carcinogens, since 
there are a number of cancer types that are not associated with EMF exposure. 

To one degree or another they [CDHS] are inclined to believe that EMFs do not 
cause an increased risk of breast cancer, heart disease, Alzheimer’s disease, 
depression, or symptoms attributed by some to a sensitivity to EMFs. However, 
all three scientists had judgments that were “close to the dividing line between 
believing and not believing” that EMFs cause some degree of increased risk of 
suicide.  For adult leukemia, two of the scientists are ‘close to the dividing line 

28 Ibid., p. iii. 
29 Ibid., p. 37 – 38. 
30  NRPB, NRPB Advisory Group on Non-ionizing Radiation Power Frequency Electromagnetic Fields and the 

Risk of Cancer, NRPB Press Release May 2001. 
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between believing or not believing’ and one was ‘prone to believe’ that EMFs 
cause some degree of increased risk.”31

Also in 2002, the World Health Organization’s (WHO) IARC concluded: 

“ELF magnetic fields are possibly carcinogenic to humans”32, based on consistent 
statistical associations of high-level residential magnetic fields with a doubling of 
risk of childhood leukemia...Children who are exposed to residential ELF 
magnetic fields less than 0.4 microTesla (4.0 milliGauss) have no increased risk 
for leukemia….  In contrast, “no consistent relationship has been seen in studies 
of childhood brain tumors or cancers at other sites and residential ELF electric 
and magnetic fields.”33

In June of 2007, the WHO issued a report on their multi-year investigation of EMF and 
the possible health effects.  After reviewing scientific data from numerous EMF and human 
health studies, they concluded:

“Scientific evidence suggesting that everyday, chronic low-intensity (above 0.3-
0.4 μT [3-4 mG]) power-frequency magnetic field exposure poses a health risk is 
based on epidemiological studies demonstrating a consistent pattern of increased 
risk for childhood leukaemia.”34

“In addition, virtually all of the laboratory evidence and the mechanistic evidence 
fail to support a relationship between low-level ELF magnetic fields and changes 
in biological function or disease status.  Thus, on balance, the evidence is not 
strong enough to be considered causal, but sufficiently strong to remain a 
concern.”35

“A number of other diseases have been investigated for possible association with 
ELF magnetic field exposure. These include cancers in both children and adults, 
depression, suicide, reproductive dysfunction, developmental disorders, 
immunological modifications and neurological disease.  The scientific evidence 
supporting a linkage between ELF magnetic fields and any of these diseases is 
much weaker than for childhood leukemia and in some cases (for example, for 
cardiovascular disease or breast cancer) the evidence is sufficient to give 
confidence that magnetic fields do not cause the disease”36

“Furthermore, given both the weakness of the evidence for a link between 
exposure to ELF magnetic fields and childhood leukemia, and the limited impact 

31  CDHS, An Evaluation of the Possible Risks From Electric and Magnetic Fields (EMFs) From Power Lines, 
Internal Wiring, Electrical Occupations and Appliances, p. 3, 2002. 

32  IARC, Monographs, Part I, Vol. 80, p. 338. 
33 Ibid., p. 332 – 334. 
34  WHO, Environmental Health Criteria 238, EXTREMELY LOW FREQUENCY FIELDS,  p. 11 - 13, 2007. 
35 Ibid., p. 12. 
36 Ibid., p. 12. 



14

on public health if there is a link, the benefits of exposure reduction on health are 
unclear. Thus the costs of precautionary measures should be very low.”37

III. APPLICATION OF THE CPUC’S “NO-COST AND LOW-COST” EMF POLICY TO 
THIS PROJECT 

Recognizing the scientific uncertainty over the connection between EMF exposures and 
health effects, the CPUC adopted a policy that addresses public concern over EMF with a 
combination of education, information, and precaution-based approaches.  Specifically, Decision 
93-11-013 established a precautionary based “no-cost and low-cost” EMF policy for California’s 
regulated electric utilities based on recognition that scientific research had not demonstrated that 
exposures to EMF cause health hazards and that it was inappropriate to set numeric standards 
that would limit exposure. 

In 2006, the CPUC completed its review and update of its EMF Policy in Decision 06-01-
042.  This decision reaffirmed the finding that state and federal public health regulatory agencies 
have not established a direct link between exposure to EMF and human health effects,38 and the 
policy direction that (1) use of numeric exposure limits was not appropriate in setting utility 
design guidelines to address EMF,39 and (2) existing “no-cost and low-cost” precautionary-based 
EMF policy should be continued for proposed electrical facilities.  The decision also reaffirmed 
that EMF concerns brought up during Certificate of Public Convenience and Necessity (CPCN) 
and Permit to Construct (PTC) proceedings for electric and transmission and substation facilities 
should be limited to the utility’s compliance with the CPUC’s “no-cost and low-cost” policies.40

The decision directed regulated utilities to hold a workshop to develop standard 
approaches for EMF Design Guidelines and such a workshop was held on February 21, 2006.  
Consistent design guidelines have been developed that describe the routine magnetic field 
reduction measures that regulated California electric utilities consider for new and upgraded 
transmission line and transmission substation projects.  SCE filed its revised EMF Design 
Guidelines with the CPUC on July 26, 2006. 

“No-cost and low-cost” measures to reduce magnetic fields would be implemented for 
this Project in accordance with SCE’s EMF Design Guidelines.  In summary, the process of 

37 Ibid., p. 13. 
38  CPUC Decision 06-01-042, Conclusion of Law No. 5, mimeo. p. 19 (“As discussed in the rulemaking, a direct 

link between exposure to EMF and human health effects has yet to be proven despite numerous studies 
including a study ordered by this Commission and conducted by DHS.”). 

39  CPUC Decision 06-01-042, mimeo. p. 17 - 18  (“Furthermore, we do not request that utilities include non-
routine mitigation measures, or other mitigation measures that are based on numeric values of EMF exposure, in 
revised design guidelines or apply mitigation measures to reconfigurations or relocations of less than 2,000 feet, 
the distance under which exemptions apply under GO 131-D.  Non-routine mitigation measures should only be 
considered under unique circumstances.”). 

40    CPUC Decision 06-01-042, Conclusion of Law No. 2, (“EMF concerns in future CPCN and PTC proceedings 
for electric and transmission and substation facilities should be limited to the utility’s compliance with the 
Commission’s low-cost/no-cost policies.”). 
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evaluating “no-cost and low-cost” magnetic field reduction measures and prioritizing within and 
between land usage classes considers the following: 

1. SCE’s priority in the design of any electrical facility is public and employee 
safety.  Without exception, design and construction of an electric power system 
must comply with all applicable federal, state, and local regulations, applicable 
safety codes, and each electric utility’s construction standards.  Furthermore, 
transmission and subtransmission lines and substations must be constructed so 
that they can operate reliably at their design capacity.  Their design must be 
compatible with other facilities in the area and the cost to operate and maintain 
the facilities must be reasonable.    

2. As a supplement to Step 1, SCE follows the CPUC’s direction to undertake 
“no-cost and low-cost” magnetic field reduction measures for new and upgraded 
electrical facilities.  Any proposed “no-cost and low-cost” magnetic field 
measures, must, however, meet the requirements described in Step 1 above.  The 
CPUC defines “no-cost and low-cost” measures as follows: 

� Low-cost measures, in aggregate, should: 
o Cost in the range of 4 percent of the total project cost. 
o Result in magnetic field reductions of “15% or greater at the utility 

R-O-W [right-of-way]…”41

The CPUC Decision stated,
“We direct the utilities to use 4 percent as a benchmark in 

developing their EMF mitigation guidelines. We will not establish 4 
percent as an absolute cap at this time because we do not want to 
arbitrarily eliminate a potential measure that might be available but costs 
more than the 4 percent figure.  Conversely, the utilities are encouraged to 
use effective measures that cost less than 4 percent.”42

3. The CPUC provided further policy direction in Decision 06-01-042, stating 
that, “[a]lthough equal mitigation for an entire class is a desirable goal, we will 
not limit the spending of EMF mitigation to zero on the basis that not all class 
members can benefit.”43  While Decision 06-01-042 directs the utilities to favor 
schools, day-care facilities and hospitals over residential areas when applying 
low-cost magnetic field reduction measures, prioritization within a class can be 
difficult on a project case-by-case basis because schools, day-care facilities, and 
hospitals are often integrated into residential areas, and many licensed day-care 
facilities are housed in private homes, and can be easily moved from one location 
to another. Therefore, it may be practical for public schools, licensed day-care 
centers, hospitals, and residential land uses to be grouped together to receive 

41  CPUC Decision 06-01-042, p. 10. 
42  CPUC Decision 93-11-013, § 3.3.2, p.10. 
43  CPUC Decision 06-01-042, p. 10. 
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highest prioritization for low-cost magnetic field reduction measures.  
Commercial and industrial areas may be grouped as a second priority group, 
followed by recreational and agricultural areas as the third group.  Low-cost 
magnetic field reduction measures will not be considered for undeveloped land, 
such as open space, state and national parks, and Bureau of Land Management 
and U.S. Forest Service lands.  When spending for low-cost measures would 
otherwise disallow equitable magnetic field reduction for all areas within a single 
land-use class, prioritization can be achieved by considering location and/or 
density of permanently occupied structures on lands adjacent to the projects, as 
appropriate.

This FMP contains descriptions of various magnetic field models and the calculated 
results of magnetic field levels based on those models.  These calculated results are provided 
only for purposes of identifying the relative differences in magnetic field levels among various 
transmission or subtransmission line design alternatives under a specific set of modeling 
assumptions and determining whether particular design alternatives can achieve magnetic field 
level reductions of 15 percent or more.  The calculated results are not intended to be predictors of 
the actual magnetic field levels at any given time or at any specific location if and when the 
Project is constructed.  This is because magnetic field levels depend upon a variety of variables, 
including load growth, customer electricity usage, and other factors beyond SCE’s control.  The 
CPUC affirmed this in D. 06-01-042 stating: 

“Our [CPUC] review of the modeling methodology provided in the utility [EMF] design 
guidelines indicates that it accomplishes its purpose, which is to measure the relative 
differences between alternative mitigation measures.  Thus, the modeling indicates 
relative differences in magnetic field reductions between different transmission line 
construction methods, but does not measure actual environmental magnetic fields.”44

44  CPUC Decision 06-01-042, p. 11. 
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IV.   PROJECT DESCRIPTION 

Southern California Edison Company (SCE) proposes to construct and operate the 
Project to address a base case overload on the Moorpark-Newbury tap of the existing Moorpark–
Newbury-Pharmacy 66 kV Subtransmission Line.  The Project would occur in the City of 
Moorpark and the City of Thousand Oaks, and in unincorporated Ventura County between the 
two cities (Figure 1).  The Project has been divided into discrete geographic Project Sections per 
the Proponent’s Environmental Assessment (PEA) of the Project: 

� Project Section 1 includes all work conducted within the fenceline at Moorpark 
Substation in the City of Moorpark. 

� Project Section 2 spans from Moorpark Substation to near the border of the City of 
Thousand Oaks; most of Project Section 2 is located in unincorporated Ventura 
County (including the Santa Rosa Valley), with a portion of Project Section 2 located 
in the City of Moorpark.  Project Section 2 is approximately 5 miles in length. 

� Project Section 3 spans from just north of the City of Thousand Oaks border to a 
point within Conejo Open Space Conservancy Agency (COSCA) lands in the Conejo 
Canyons area; the end of Project Section 3 is the point at which the subtransmission 
route changes direction from east to south in the City of Thousand Oaks.  Project 
Section 3 is approximately 3 miles in length. 

� Project Section 4 spans from the end of Project Section 3 to the termination of the 
Project infrastructure within Newbury Substation in the City of Thousand Oaks.  
Project Section 4 is approximately 1 mile in length. 

The Project includes the following major components: 

� Construction of approximately 1,200 feet of new underground 66 kV subtransmission 
line entirely within Moorpark Substation.

� Construction of approximately 5 miles of the new Moorpark-Newbury 66 kV 
Subtransmission Line on new tubular steel poles (TSPs) on the south and east sides of 
SCE’s existing Moorpark-Ormond Beach 220 kV Right-of-Way (ROW). 

� Construction of approximately 3 miles of the new Moorpark-Newbury 66 kV 
Subtransmission Line within the existing Moorpark-Newbury-Pharmacy 66 kV 
Subtransmission Line ROW. Existing single-circuit lattice steel towers (LSTs) would 
be replaced with new TSPs; the TSPs would be double-circuited, carrying both the 
existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line and the new 
Moorpark-Newbury 66 kV Subtransmission Line. The existing single-circuit 
Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line in this section would be 
reconstructed and reconductored to accommodate the installation of the new 
Moorpark-Newbury 66 kV Subtransmission Line.    
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� Construction of approximately 1 mile of the new Moorpark-Newbury 66 kV 
Subtransmission Line within the existing Moorpark-Newbury-Pharmacy 66 kV 
Subtransmission Line ROW into Newbury Substation. Existing single-circuit wood 
poles would be replaced with new lightweight steel (LWS) poles; within Newbury 
Substation, four wood poles would be replaced with four TSPs. The existing 
Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line would be reconstructed 
and transferred to the new LWS poles and TSPs in a double-circuit configuration to 
accommodate the new Moorpark-Newbury 66 kV Subtransmission Line. 

� Construction of new 66 kV subtransmission line positions and associated 
infrastructure within Moorpark Substation and Newbury Substation to facilitate the 
termination of the new Moorpark-Newbury 66 kV Subtransmission Line. 

� Transfer of existing distribution circuitry and telecommunication facilities to new 
subtransmission poles as necessary. 

SCE’s requirements for this Project are broken into the following components: 
Substations and 66 kV Subtransmission Line.  Each of these components is described below. 

Substations

There are no new substations proposed as part of this Project.  The Project includes work 
to be conducted at two existing substations: the 220/66/16 kV Moorpark Substation and the 
66/16 kV Newbury Substation.  Modifications to existing substations are being performed to 
accommodate the construction of the new subtransmission line work between Moorpark 
Substation and Newbury Substation.

  All substation-related work (installation of new circuit breakers, disconnect switches, 
switchrack positions, and protection equipment) at the substations would be conducted within the 
existing substation fence lines; the substation footprints or exterior dimensions of the substations 
would not be expanded as part of the Project.  Further details of the substation work are 
described in the PEA. 

66 kV Subtransmission Line 

The Project would include the construction of new, and reconstruction of existing, 66 kV 
subtransmission line elements within existing SCE ROWs.  The proposed subtransmission line 
elements have been subdivided into four geographically-defined Project Sections (Sections) per 
the PEA of the Project.  The Project route is identified on Figure 1.

Project Section 1: 

Project Section 1 is located entirely within the fenceline at Moorpark Substation.  Project 
Section 1 begins at the 66 kV switchrack, runs underground through conduit installed in a duct 
bank to a riser TSP, and then exits the substation overhead.
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Between October 2010 and November 2011, the following past activities were performed in 
Project Section 1: 

� Installed a single TSP riser pole on the substation property (pole location 1) 
� Constructed 700 feet of duct bank consisting of six 5-inch conduits and two underground 

vaults.  Approximately 20 feet of the duct bank was installed in 28-inch steel casing 
under the SCE railroad spur located within Moorpark Substation

Subtransmission-related construction work in Project Section 1 is largely complete; however, the 
following future activities remain to be performed as part of the Project:   

� Construct approximately 500 feet of duct bank consisting of six 5-inch conduits
� Install and splice subtransmission cable 
� Terminate new cable at a line position in the 66 kV switchrack 

Project Section 2: 

Project Section 2 originates at the fenceline of Moorpark Substation and terminates near 
the City of Thousand Oaks boundary.  Project Section 2 is located entirely within SCE’s existing 
Moorpark-Ormond Beach 220 kV ROW.  The ROW exits Moorpark Substation at the northwest 
corner of the substation, proceeds west from Moorpark Substation for approximately 4,800 feet, 
assumes a southerly routing near Montair Drive, crosses State Route 118 (SR-118, Los Angeles 
Avenue) and continues south across open space and lands used for agricultural purposes.  

When fully constructed, Project Section 2 would consist of approximately 5 linear miles 
of a new overhead 66 kV subtransmission line installed on TSPs that would be located within 
SCE’s existing Moorpark-Ormond Beach 220 kV ROW. The TSPs would be located within the 
south and east sides of the ROW, adjacent to the existing 220 kV structures. The TSPs would be 
single-circuited, carrying the Moorpark-Newbury 66 kV Subtransmission Line. 

Between October 2010 and November 2011, the following past activities were performed in 
Project Section 2: 

� Installed 24 TSP foundations (pole locations 2-25) 
� Installed 21 complete TSPs (pole locations 2-22) 
� Installed partially 1 TSP (only base of pole installed) (pole location 23) 

Future activities in Project Section 2 include: 

� Install two TSP foundations (pole locations 26-27) 
� Install upper sections of one partially-installed TSP to complete construction (pole 

location 23) 
� Install four TSPs (pole locations 24-27) 
� Install approximately five circuit miles of 954 aluminum conductor steel-reinforced 

(ACSR)(from poles 1 to 28) 
� Install marker balls on conductor where determined to be appropriate 
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Project Section 3: 

Project Section 3 extends from the termination of Project Section 2 (north of the 
boundary of the City of Thousand Oaks) and is routed south and east to its termination at the 
northern terminus of Project Section 4. With the exception of approximately 400 feet at its 
northern end, all of Project Section 3 is located in open space lands managed by COSCA.  

When fully constructed, Project Section 3 would consist of approximately 3 linear miles 
of overhead 66 kV subtransmission lines installed on TSPs. The TSPs would be double-circuited, 
carrying both the Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line and the Moorpark-
Newbury 66 kV Subtransmission Line. 

Between October 2010 and November 2011, the following past activities were performed in 
Project Section 3: 

� Excavated holes for three TSP foundations and then subsequently filled them with slurry 
(pole locations 29-31) 

� Constructed five TSP foundations (pole locations 33-37) 

Future activities to be completed in Project Section 3 include: 

� Install eight TSP foundations (five new foundations at pole locations 28, 32, and 38-40; 
and complete the three that were slurried at pole locations 29-31) 

� Install 13 TSPs (pole locations 28-40) 
� Remove 14 existing lattice steel towers (LSTs)  
� Install approximately 3 miles of double circuit 954 ACSR on new TSPs as follows: 

o Install approximately 3 circuit miles of new 954 ACSR on new TSPs for the new 
Moorpark-Newbury 66 kV Subtransmission Line 

o Reconductor approximately 3 circuit miles of the existing Moorpark-Newbury-
Pharmacy 66 kV Subtransmission Line by removing 653 ACSR and installing 954 
ACSR on new TSPs 

o Install marker balls on conductor where determined to be appropriate  

Project Section 4: 

Project Section 4 extends from the southern terminus of Project Section 3 to Newbury 
Substation. When fully constructed, Project Section 4 would consist of approximately 1 linear 
mile of overhead 66 kV subtransmission lines installed on TSPs and LWS poles. The TSPs and 
LWS poles would primarily be double-circuited.  

Between October 2010 and November 2011, the following past activities were performed in 
Project Section 4: 

� Installed 27 LWS subtransmission poles (pole locations 41 through 67) 
� Removed 27 wood subtransmission poles (pole locations 41 through 67) 
� Transferred the existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line 

from wood subtransmission poles to newly-installed LWS poles 
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� Installed a portion of the total length of 954 stranded aluminum conductor (SAC) for the 
new Moorpark-Newbury 66 kV Subtransmission Line 

� Installed a portion of the total length of FRC (Fault Return Conductor)
� Transferred existing distribution lines and third-party facilities to new subtransmission 

structures

Future activities remaining in Project Section 4 include: 

� Install approximately 0.5 mile of 954 SAC for the new Moorpark-Newbury 66 kV 
Subtransmission Line 

� Install an additional length of FRC 
� Install four TSP foundations at Newbury Substation 
� Install four TSPs at Newbury Substation (pole locations 68, 70, 71, and 73)
� Install two LWS poles at Newbury Substation (pole locations 69 and 72) 
� Remove six wood subtransmission poles at Newbury Substation
� Transfer existing subtransmission, distribution and telecommunications facilities to new 

structures
� Install marker balls on conductor where determined to be appropriate 

66 kV Subtransmission Line Infrastructure: 

TSPs to be installed as part of this Project would extend approximately 70 feet to 135 feet 
above ground.  LWS poles installed as part of this Project would extend approximately 60 to 80 
feet above ground.  Additional details on the subtransmission line infrastructure are stated in the 
PEA. 
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Figure 1.   Moorpark-Newbury Proposed 66 kV Subtransmission Line Route – FMP Segments 
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V. EVALUATION OF “NO-COST AND LOW-COST” MAGNETIC FIELD 
REDUCTION DESIGN OPTIONS 

Please note that the following magnetic field models and the calculated results of 
magnetic field levels are intended only for purposes of identifying the relative differences in 
magnetic field levels among various subtransmission line and subtransmission line design 
alternatives under a specific set of modeling assumptions (see §VII-Appendix A for more 
detailed information about the calculation assumptions and loading conditions) and determining 
whether particular design alternatives can achieve magnetic field level reductions of 15 percent 
or more.  The calculated results are not intended to be predictors of the actual magnetic field 
levels at any given time or at any specific location when the Project is constructed.

For the purpose of evaluating “no-cost and low-cost” magnetic field reduction design 
options, the evaluation of magnetic fields associated with the Project is divided into two parts: 

� Part 1 - Proposed Substation Work 

� Part 2 - Proposed 66 kV Subtransmission Lines 

Part 1 - Proposed Substation Work 

Project Section 1: 

Most of the Project Section 1 construction has been completed as described in the PEA.  
This Project Section is located entirely within the property lines at Moorpark Substation and runs 
underground through conduit installed in a duct bank. 

Generally, magnetic field values along the substation perimeter are low compared to the 
substation interior because of the distance from the perimeter to the energized equipment.  
Normally, the highest magnetic field values around the perimeter of a substation result from 
overhead power lines and underground duct banks entering and leaving the substation, and are 
not caused by substation equipment.  Therefore, the magnetic field reduction design options 
generally applicable to a substation project are as follows: 

� Site selection for a new substation45;
� Setback of substation structures and major substation equipment (such as bus, 

transformers, and underground cable duct banks, etc.) from perimeter; 
� Field reduction for transmission lines and subtransmission lines entering and exiting the 

substation.

The Substation Checklist, as shown in Table 2, is used for evaluating the no-cost and 
low-cost design options considered for Moorpark Substation, the design options adopted, and 

45   There are no new substations being constructed as part of this Project.  All substation related work would occur 
within the existing Moorpark Substation and Newbury Substation. 
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reasons that certain design options were not adopted if applicable.  There are no significant 
opportunities for magnetic field reductions within Newbury Substation as part of this Project.  
Therefore, only the Moorpark Substation Checklist is shown in Table 2.

Table 2. Substation Checklist for Examining No-cost and Low-cost Magnetic Field 
Reduction Design Options for Moorpark Substation 

No. No-Cost and Low-Cost Magnetic Field Reduction Design 
Options Evaluated for a Substation Project 

Design
Options

Adopted?
(Yes/No)

Reason(s) if 
not Adopted 

1 Keep high-current devices such as transformers, capacitors, 
and reactors away from substation property lines. N/A Not in Project 

Scope

2
For underground duct banks, the minimum distance should 
be 12 feet from the adjacent property lines or as close to 12 
feet as practical. 

Yes

3
Locate new substations close to existing power lines to the 
extent practical. N/A Not in Project 

Scope

4
Increase the substation property boundary to the extent 
practical. N/A Not in Project 

Scope

Part 2 - Proposed 66 kV Subtransmission Lines 

For the purpose of evaluating “no-cost and low-cost” magnetic field reduction design 
options, the proposed Project is divided into five segments.  The segments are shown below their 
associated Project Section, described previously in this document.   

Project Section 2: 

Some of the Project Section 2 construction work was completed as described in the PEA.  
When fully constructed, Project Section 2 would consist of approximately 5 linear miles of a new 
overhead 66 kV subtransmission line installed on TSPs that would be located within SCE’s 
existing Moorpark-Ormond Beach 220 kV ROW. The TSPs would be located within the south 
and east side of the ROW, adjacent to the existing 220 kV structures. The TSPs would be single-
circuited, carrying the proposed (new) Moorpark-Newbury 66 kV Subtransmission Line.   

� Segment 2 

Segment 2 consists of the entire route within Project Section 2.  This segment 
would consist of five SCE circuits (four 220 kV existing Moorpark-Ormond Beach No. 1, 
2, 3, and 4 Transmission Lines (T/Ls) and the one proposed single-circuit Moorpark-
Newbury 66 kV Subtransmission Line) within the SCE ROW.  The proposed design is 
shown in Figure 2. 
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For EMF analysis, calculated field levels were evaluated at the edges of the 
approximately 270 feet wide ROW.  Presently, there are no schools adjacent to Segment 
2 of the proposed 66 kV subtransmission line route.  The proposed route for Segment 2 is 
adjacent to residential, commercial / industrial, agricultural, and undeveloped land. 

No-Cost Field Reduction Measures: The proposed design for Segment 2 includes the 
following no-cost field reduction measures: 

1. Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria. 
2. Arrange conductors of proposed subtransmission line for magnetic field 

reduction.  This is considered a no-cost measure as the recommended phase 
arrangement can be obtained at subtransmission line terminations at Moorpark 
Substation and Newbury Substation (this recommended phase arrangement 
remains unchanged throughout the Project route). 

Low-Cost Field Reduction Options:  The proposed design incorporates the above listed 
no-cost field reduction measures that meet SCE’s preferred design criteria; no  low-cost 
reduction measures such as utilizing taller structures were considered for this segment of 
the Project. 
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Figure 2. Proposed 66 kV Single-Circuit Structure Design - Segment 246

Looking North

             

Magnetic Field Calculations:  Figure 3 and Table 3 show the calculated magnetic field 
levels for the proposed design.  These calculations were made using the proposed TSP 
with a minimum height of 85 feet (above ground). 

46 Figure is not to scale. 
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Figure 3. Calculated Magnetic Field Levels47 for Segment 2 
Proposed 66 kV Subtransmission Line (Looking North) 

Table 3. Calculated Magnetic Field Levels48 for Segment 2 

Design Options Left edge of 
ROW (mG) 

%
Reduction

Right edge of 
ROW (mG) 

%
Reduction

Existing 28.1  - 36.9 -  

Proposed 27.3 2.8 31.1 15.7 

47  This figure shows calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 

48  This table lists calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 
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Recommendations for Segment 2:  The proposed design includes no-cost field reduction 
measures.  Because the proposed design already incorporates structures with heights meeting or 
exceeding SCE's preferred design criteria and arranges phase conductors for magnetic field 
reduction, no low-cost field reduction measures are recommended. 

Project Section 3: 

Some of the Project Section 3 construction work was completed as described in the PEA.  
When fully constructed, Project Section 3 would consist of approximately 3 miles of overhead 
66 kV subtransmission lines installed on TSPs. The TSPs would be double-circuited, carrying 
both the existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line and the proposed 
Moorpark-Newbury 66 kV Subtransmission Line. 

� Segment 3a

Segment 3a within Project Section 3 consists of the span from Poles 28-35.  This 
segment would consist of six SCE circuits (existing Moorpark-Ormond Beach No. 1, 2, 
3, and 4 220 kV T/Ls; existing Moorpark-Newbury-Pharmacy 66 kV Subtransmission 
Line; and the proposed Moorpark-Newbury 66 kV Subtransmission Line) within the SCE 
ROW (comprised of two separate easements).  The proposed design is shown in Figure 4. 

For EMF analysis, calculated field levels were evaluated at the edges of the 
approximately 440 feet wide ROW.  Presently, there are no schools adjacent to Segment 
3a of the proposed 66 kV subtransmission line route.  The proposed route for Segment 3a 
is adjacent to recreational, agricultural and undeveloped land. 

No-Cost Field Reduction Measures: The proposed design for Segment 3a includes the 
following no-cost field reduction measures: 

1. Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria. 
2. Utilize double-circuit construction that reduces spacing between circuits as 

compared with single-circuit construction. 

Low-Cost Field Reduction Options:  The proposed design for Segment 3a includes the 
following low-cost field reduction measure: 

1. Arrange conductors of subtransmission lines for magnetic field reduction.  This is 
considered a low-cost measure in this segment because of the costs associated 
with transposing the conductors to the recommended phasing arrangement for 
magnetic field reduction.   
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Figure 4. Proposed 66 kV Double-Circuit Structure Design - Segment 3a49

Looking North Toward Moorpark Substation 

                   

Magnetic Field Calculations:  Figure 5 and Table 4 show the calculated magnetic field 
levels for the proposed design.  These calculations were made using the proposed TSP 
with a minimum height of 70 feet (above ground).  

49 Figure is not to scale. 
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Figure 5.  Calculated Magnetic Field Levels50 for Segment 3a 
Proposed 66 kV Subtransmission Line (Looking North) 

Table 4.  Calculated Magnetic Field Levels51 for Segment 3a 

Design Options Left edge of 
ROW (mG) 

%
Reduction

Right edge of 
ROW (mG) 

%
Reduction

Existing 16.9 -  43.0  - 

Proposed 17.2 
Less than 

15%
Increase 

26.0 39.5 

50  This figure shows calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 

51  This table lists calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 
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Recommendations for Segment 3a:  The proposed design includes no-cost and low-cost field 
reduction measures.  Because the proposed design already incorporates structures with heights 
meeting or exceeding SCE's preferred design criteria, utilizes double-circuit construction that 
reduces spacing between circuits as compared with single-circuit construction, and arranges  
phase conductors for magnetic field reduction, no further low-cost field reduction measures are 
recommended.

� Segment 3b 

Segment 3b within Project Section 3 consists of the span from Poles 35-40.  This 
segment would consist of two circuits (the existing Moorpark-Newbury-Pharmacy 66 kV 
Subtransmission Line and the proposed Moorpark-Newbury 66 kV Subtransmission 
Line) within the SCE ROW.  The proposed design is shown in Figure 6. 

For EMF analysis, calculated field levels were evaluated at the edges of the 
approximately 50 feet wide ROW.  Presently, there are no schools adjacent to Segment 
3b of the proposed 66 kV subtransmission line route.  The proposed route for Segment 3b 
is adjacent to recreational and undeveloped land. 

No-Cost Field Reduction Measures: The proposed design for Segment 3b includes the 
following no-cost field reduction measures: 

1. Utilize structure heights that meet or exceed SCE’s EMF preferred design            
criteria. 

2. Utilize double-circuit construction that reduces spacing between circuits as 
compared with single-circuit construction. 

3. Arrange conductors of subtransmission lines for magnetic field reduction.  This is 
considered a no-cost measure as the recommended phase arrangement is 
maintained from Segment 3a. 

Low-Cost Field Reduction Options:  The proposed design incorporates the above listed 
no-cost field reduction measures that meet SCE’s preferred design criteria; no low-cost 
reduction measures such as utilizing taller structures were considered for this segment of 
the Project. 
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Figure 6.  Proposed 66 kV Double-Circuit Structure Design – 
Segment 3b52

Looking West 

Magnetic Field Calculations:  Figure 7 and Table 5 show the calculated magnetic field 
levels for the proposed design.  These calculations were made using the proposed TSP 
with a minimum height of 70 feet (above ground).  

52 Figure is not to scale. 
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Figure 7. Calculated Magnetic Field Levels53 for Segment 3b 
Proposed 66 kV Subtransmission Line (Looking West) 

 

Table 5. Calculated Magnetic Field Levels54 for Segment 3b 

Design Options Left edge of 
ROW (mG) 

%
Reduction

Right edge of 
ROW (mG) 

%
Reduction

Existing 33.5  - 46.9  - 

Proposed 10.6 68.4 11.4 75.7 

53  This figure shows calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 

54  This table lists calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 
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Recommendations for Segment 3b:  The proposed design includes no-cost field reduction 
measures.  Because the proposed design already incorporates structures with heights meeting or 
exceeding SCE's preferred design criteria, utilizes double-circuit construction that reduces 
spacing between circuits as compared with single-circuit construction,  and  arranges phase 
conductors for magnetic field reduction, no low-cost field reduction measures are recommended. 

Project Section 4: 

Some of the Project Section 4 construction work was completed as described in the PEA.  
When fully constructed, Project Section 4 would consist of approximately 1 mile of overhead 66 
kV subtransmission lines installed on TSPs and LWS poles. The TSPs and LWS poles would 
primarily be double-circuited.  

� Segment 4a

Segment 4a in Project Section 4 consists of the span from Poles 40-52.  This 
segment would consist of two circuits (the existing Moorpark-Newbury-Pharmacy 66 kV 
Subtransmission Line and the proposed Moorpark-Newbury 66 kV Subtransmission 
Line) within the SCE ROW.  The proposed design is shown in Figure 8. 

For EMF analysis, calculated field levels were evaluated at the edges of the 
approximately 25 feet wide ROW.  Presently, there are no schools adjacent to Segment 
4a of the proposed 66 kV subtransmission line route.  The proposed route for Segment 4a 
is adjacent to recreational and undeveloped land. 

No-Cost Field Reduction Measures: The proposed design for Segment 4a includes the 
following no-cost field reduction measures: 

1. Utilize structure heights that meet or exceed SCE’s EMF preferred design            
criteria. 

2. Utilize double-circuit construction that reduces spacing between circuits as 
compared with single-circuit construction. 

3. Arrange conductors of subtransmission lines for magnetic field reduction.  This is 
considered a no-cost measure as the recommended phase arrangement is 
maintained from Segment 3a. 

Low-Cost Field Reduction Options:  The proposed design incorporates the above listed 
no-cost field reduction measures that meet SCE’s preferred design criteria; no low-cost 
reduction measures such as utilizing taller structures were considered for this segment of 
the Project. 
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Figure 8. Proposed 66 kV Double-Circuit Structure Design – 
Segment 4a55

Looking North

Magnetic Field Calculations:  Figure 9 and Table 6 show the calculated magnetic field 
levels for the proposed design.  These calculations were made using the proposed LWS 
pole with a minimum height of 75 feet.  

55 Figure is not to scale. 
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Figure 9. Calculated Magnetic Field Levels56 for Segment 4a 
Proposed 66 kV Subtransmission Line (Looking North) 

Table 6. Calculated Magnetic Field Levels57 for Segment 4a 

Design Options Left edge of 
ROW (mG) 

%
Reduction

Right edge of 
ROW (mG) 

%
Reduction

Existing 33.0 -  33.9 -  

Proposed 6.8 79.4 7.2 78.8 

56  This figure shows calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 

57  This table lists calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 
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Recommendations for Segment 4a:  The proposed design includes no-cost field reduction 
measures.  Because the proposed design already incorporates structures with heights meeting 
or exceeding SCE's preferred design criteria, utilizes double-circuit construction that reduces 
spacing between circuits as compared with single-circuit construction, and arranges phase 
conductors for magnetic field reduction, no low-cost field reduction measures are 
recommended.

� Segment 4b  

Segment 4b within Project Section 4 consists of the span from Poles 52-Newbury 
Substation.  This segment would consist of three circuits (the existing Newbury-
Thousand Oaks 66 kV Subtransmission Line; the existing Moorpark-Newbury-Pharmacy 
66 kV Subtransmission Line; and the proposed Moorpark-Newbury 66 kV 
Subtransmission Line) within the SCE ROW.  The proposed design is shown in Figure 
10.

For EMF analysis, calculated field levels were evaluated at the edges of the 
approximately 75 feet wide ROW.  Presently, there are schools (Newbury Park Adventist 
Academy, Passageway School, and Conejo Adventist Elementary) located more than 300 
feet from the southern ROW edge of Segment 4b. The proposed route for Segment 4b is 
also adjacent to residential, commercial / industrial, recreational, and undeveloped land. 

No-Cost Field Reduction Measures: The proposed design for Segment 4b includes the 
following no-cost field reduction measures: 

1. Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria. 
2. Utilize double-circuit construction that reduces spacing between circuits as 

compared with single-circuit construction. 
3. Arrange conductors of subtransmission lines for magnetic field reduction.  This is 

considered a no-cost measure as the recommended phase arrangement is 
maintained from Segment 3a. 

Low-Cost Field Reduction Options:  The proposed design incorporates the above no-cost 
field reduction measures that meet SCE’s preferred design criteria; no low-cost reduction 
measures such as utilizing taller structures were considered for this segment of the 
Project.
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Figure 10. Proposed 66 kV Double-Circuit Structure Design - 
Segment 4b58

Looking West  

                                   

Magnetic Field Calculations:  Figure 11 and Table 7 show the calculated magnetic field 
levels for the proposed design.  These calculations were made using the proposed LWS 
pole with an overall minimum height of 75 feet. 

58 Figure is not to scale. 
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Figure 11.  Calculated Magnetic Field Levels59 for Segment 4b 
Proposed 66 kV Subtransmission Line (Looking West) 

Table 7. Calculated Magnetic Field Levels60 for Segment 4b 

Design Options Left edge of 
ROW (mG) 

%
Reduction

Right edge of 
ROW (mG) 

%
Reduction

Existing 17.8 -  37.0 -  

Proposed 1.1 93.8 7.7 79.2 

59  This figure shows calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 

60  This table lists calculated magnetic field levels for design comparison only and is not meant to predict actual 
magnetic field levels. 
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Recommendations for Segment 4b:  The proposed design includes no-cost field reduction 
measures.  Because the proposed design already incorporates structures with heights meeting or 
exceeding SCE's preferred design criteria, utilizes double-circuit construction that reduces 
spacing between circuits as compared with single-circuit construction, and arranges phase 
conductors for magnetic field reduction, no low-cost field reduction measures are recommended.

VI. FINAL RECOMMENDATIONS FOR IMPLEMENTING “NO-COST AND LOW-
COST” MAGNETIC FIELD REDUCTION DESIGN OPTIONS 

In accordance with the “EMF Design Guidelines”, filed with the CPUC in compliance 
with CPUC Decisions 93-11-013 and 06-01-042, SCE would implement the following “no-cost 
and low-cost” magnetic field reduction design options for the Project:  

Part 1: Proposed Substation Work 

For Existing Moorpark Substation: 

� Place new substation electrical equipment (such as underground duct banks) away 
from the substation property lines closest to populated areas.

For Existing Newbury Substation: 

� There are no significant opportunities to reduce magnetic fields based on the scope of 
the substation work within Newbury Substation as part of this Project.

Part 2: Proposed 66 kV Subtransmission Lines 

Segment 2 (Project Section 2) – The proposed Moorpark-Newbury 66 kV Subtransmission Line 
within SCE’s 220 kV ROW:

� Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria

� Arrange conductors of proposed subtransmission line for magnetic field reduction:

o Moorpark-Newbury: B-C-A  (top to bottom phase arrangement) 

Segment 3a (Project Section 3) – The proposed Moorpark-Newbury 66 kV Subtransmission 
Line and the existing Moorpark–Newbury-Pharmacy 66 kV Subtransmission Line would be 
double-circuited subtransmission lines within SCE’s 220 kV ROW:

� Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria.

� Utilize double-circuit construction that reduces spacing between circuits as compared 
with single-circuit construction. 

� Arrange conductors of subtransmission lines for magnetic field reduction:   
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o Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line: A-C-B (top to 
bottom phase re-arrangement); and maintaining the Moorpark-Newbury 66 kV 
Subtransmission Line phase arrangement from Segment 2:  B-C-A (top to 
bottom).  An equivalent “cross-phasing” arrangement can be chosen during the 
construction phase. 

Segment 3b (Project Section 3) – The proposed Moorpark-Newbury 66 kV Subtransmission 
Line and the existing Moorpark–Newbury-Pharmacy 66 kV Subtransmission Line would be 
double-circuited subtransmission lines within SCE’s ROW:

� Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria. 

� Utilize double-circuit construction that reduces spacing between circuits as compared 
with single-circuit construction. 

� Arrange conductors of subtransmission lines for magnetic field reduction:   

o Maintaining the Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line 
phase arrangement from Segment 3a: A-C-B (top to bottom phase arrangement); 
and maintaining the Moorpark-Newbury 66 kV Subtransmission Line phase 
arrangement from Segment 2:  B-C-A (top to bottom).  An equivalent “cross-
phasing” arrangement can be chosen during the construction phase. 

Segment 4a (Project Section 4) – The proposed Moorpark-Newbury 66 kV Subtransmission 
Line and the existing Moorpark–Newbury-Pharmacy 66 kV Subtransmission Line would be 
double-circuited subtransmission lines within SCE’s ROW:

� Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria. 

� Utilize double-circuit construction that reduces spacing between circuits as compared 
with single-circuit construction. 

� Arrange conductors of subtransmission lines for magnetic field reduction:   

o Maintaining the Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line 
phase arrangement from Segment 3a: A-C-B (top to bottom phase arrangement); 
and maintaining the Moorpark-Newbury 66 kV Subtransmission Line phase 
arrangement from Segment 2:  B-C-A (top to bottom).  An equivalent “cross-
phasing” arrangement can be chosen during the construction phase. 

Segment 4b (Project Section 4) – The proposed Moorpark-Newbury 66 kV Subtransmission 
Line and the existing Moorpark–Newbury-Pharmacy 66 kV Subtransmission Line would be 
double-circuited subtransmission lines within the same ROW as the existing single-circuit 
Newbury-Thousand Oaks 66 kV Subtransmission Line:

� Utilize structure heights that meet or exceed SCE’s EMF preferred design criteria. 

� Utilize double-circuit construction that reduces spacing between circuits as compared 
with single-circuit construction. 
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� Arrange conductors of subtransmission lines for magnetic field reduction:   

o Maintaining the Moorpark-Newbury-Pharmacy 66 kV Subtransmission Line 
phase arrangement from Segment 3a: A-C-B (top to bottom phase arrangement); 
and maintaining the Moorpark-Newbury 66 kV Subtransmission Line phase 
arrangement from Segment 2:  B-C-A (top to bottom).  An equivalent “cross-
phasing” arrangement can be chosen during the construction phase. 

The recommended “no-cost and low-cost” magnetic field reduction design options listed 
above are based upon preliminary engineering design. If the preliminary engineering design is 
significantly modified (in the context of evaluating and implementing CPUC’s “no-cost and low-
cost” EMF Policy), then an Addendum to the FMP will be prepared. 

 SCE’s plan for applying the above “no-cost and low-cost” magnetic field reduction 
design options uniformly for the Project is consistent with the CPUC’s EMF Decisions No. 
93-11-013 and No. 06-01-042.  Furthermore, the recommendations above meet the CPUC 
approved EMF Design Guidelines as well as all applicable national and state safety standards for 
new electrical facilities. 
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VII.  APPENDIX A: TWO-DIMENSIONAL MODEL ASSUMPTIONS AND YEAR 2016 
FORECASTED LOADING CONDITIONS 

Magnetic Field Model Assumptions: 
SCE uses a computer program titled “MFields”61 to model the magnetic field 

characteristics of various transmission designs options.  All magnetic field models and the 
calculated results of magnetic field levels presented in this document are intended only for 
purposes of identifying the relative differences in magnetic field levels among various 
transmission line and subtransmission line design alternatives under a specific set of modeling 
assumptions and determining whether particular design alternatives can achieve magnetic field 
level reductions of 15 percent or more.  The calculated results are not intended to be predictors of 
the actual magnetic field levels at any given time or at any specific location if and when the 
Project is constructed.

Typical two-dimensional magnetic field modeling assumptions include: 

� All subtransmission lines were modeled using forecasted peak loads (see Tables 8 and 9). 

� All conductors were assumed to be straight and infinitely long. 

� Average conductor heights accounted for line sag used in the calculation for the 
subtransmission line designs. 

� Magnetic field strength was calculated at a height of three feet above ground. 

� Resultant magnetic fields values were presented in this FMP. 

� All line currents were assumed to be balanced. (i.e. neutral or ground currents are not 
considered)

� Terrain was assumed to be flat. 

� Project dominant power flow directions were used. 

61 SCE, MFields for Excel, Version 2.0, 2007.
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Table 8. Year 2016 Forecasted Loading Conditions for Proposed 
Project (After Project Completion)

Line Name Current
(Amps) Power Flow Direction

Newbury-Thousand Oaks 66 kV 13 Thousand Oaks to Newbury 

Moorpark-Newbury 66 kV 537 Moorpark to Newbury 

Moorpark-Newbury-Pharmacy 66 kV 512 Moorpark to Newbury 

Moorpark-Ormond Beach 220 kV No. 1 910 Ormond Beach to Moorpark 

Moorpark-Ormond Beach 220 kV No. 2 910 Ormond Beach to Moorpark 

Moorpark-Ormond Beach 220 kV No. 3 910 Ormond Beach to Moorpark 

Moorpark-Ormond Beach 220 kV No. 4 910 Ormond Beach to Moorpark 

Table 9. Year 2016 Forecasted Loading Conditions 
(Before Project Completion)

Line Name Current
(Amps) Power Flow Direction

Newbury-Thousand Oaks 66 kV 205 Thousand Oaks to Newbury 

Moorpark-Newbury-Pharmacy 66 kV 876 Moorpark to Newbury 

Moorpark-Ormond Beach 220 kV No. 1 908 Ormond Beach to Moorpark 

Moorpark-Ormond Beach 220 kV No. 2 908 Ormond Beach to Moorpark 

Moorpark-Ormond Beach 220 kV No. 3 908 Ormond Beach to Moorpark 

Moorpark-Ormond Beach 220 kV No. 4 908 Ormond Beach to Moorpark 

Notes:

1. Forecasted loading data is based upon scenarios representing load forecasts for 2016. The 
forecasting data is subject to change depending upon availability of generations, load 
increase, changes in load demand, and by many other factors. 

2. Based on historical data, the Moorpark-Ormond Beach 220 kV Transmission Lines are 
only utilized during peak load conditions. 











































































































































































































































































































































































































CERTIFICATE OF SERVICE 

I hereby certify that, pursuant to the Commission’s Rules of Practice and Procedure, I 
have this day served a true copy of APPLICATION OF SOUTHERN CALIFORNIA 
EDISON COMPANY (U 338-E) FOR A  PERMIT TO CONSTRUCT ELECTRICAL 
FACILITIES WITH VOLTAGES  BETWEEN 50 KV AND 200 KV: MOORPARK-
NEWBURY 66 KV  SUBTRANSMISSION LINE PROJECT . Service was effected by one or 
more means indicated below: 

� Transmitting the copies via e-mail to all parties who have provided an e-
mail address.   

� Placing the copies in sealed envelopes and causing such envelopes to be 
delivered by hand or by overnight courier to the offices of the 
Commissioner(s) or other addressee(s). 

Chief ALJ Karen Clopton 
CPUC  
505 Van Ness Ave 
San Francisco, CA 94102 

 

� Placing copies in properly addressed sealed envelopes and depositing such 
copies in the United States mail with first-class postage prepaid to all 
parties for those listed on the attached non-email list. 

� Directing Prographics to place the copies in properly addressed sealed 
envelopes and to deposit such envelopes in the United States mail with 
first-class postage prepaid to all parties. 

Executed this 28th day of October 2013, at Rosemead, California. 

/s/Monica L. Romero____________________________ 
Monica L. Romero 
 
Project Analyst 
SOUTHERN CALIFORNIA EDISON COMPANY 

 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California  91770 




