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Southern California Edison Company 

E5-1 Thank you for your comments regarding Mitigation Measure AQ-3.  In response to your 
comments on the feasibility of Mitigation Measure AQ-3, the measure has been revised as 
follows: 

 AQ–3  Avoid Sulfur Hexafluoride Emissions. SCE shall ensure that Project equipment, 
specifically the circuit breakers at the El Casco Substation, maintain a leakage rate 
of 0.5 percent per year or less for sulfur hexafluoride (SF6). To accomplish this, 
SCE shall include this limit as a performance specification for the circuit breakers 
that would be installed as part of the Project. Maintenance, repair, and replacement 
of all circuit breakers shall be in a manner that ensures continued compliance with 
this performance specification. SCE shall demonstrate compliance with this limit by 
submitting an annual report of SF6 emissions for the El Casco Substation to the 
CPUC. This report should contain information regarding leaks that are detected at 
the substation and the actions that were taken to address such occurrences. The 
annual SF6 emission rate is defined as total SF6 emissions from the El Casco 
Substation for the most recent reporting year divided by total name-plate capacity of 
SF6 at the El Casco Substation (i.e., the total quantity of SF6 contained in electrical 
equipment at the end of the reporting year). The annual report of SF6 emissions at 
the El Casco Substation shall be submitted to the CPUC until the California Air 
Resources Board enacts a program to report and restrict SF6 emissions from the 
electricity sector under the California Global Warming Solutions Act of 2006 
(AB32). SCE shall report SF6 emissions to the California Climate Action Registry 
(CCAR) according to CCAR methodologies or alternate methodology approved by 
the California Air Resources Board. This report shall include the El Casco 
Substation and indirect GHG emissions from energy imported and consumed to 
support operation of the system and indirect GHG emissions from transmission and 
distribution losses. 

 AQ–3   Avoid Sulfur Hexafluoride Emissions. SCE shall identify sulfur hexafluoride (SF6) 
leaks and establish a strategy for replacing leaking equipment to reduce SF6 leaks. 
To accomplish this, SCE shall develop and maintain a record of SF6 purchases, an 
SF6 leak detection and repair program using laser imaging leak detection and 
monitoring no less frequently than quarterly, an SF6 recycling program, and an 
employee education and training program for avoiding or eliminating SF6 emissions 
caused by the Proposed Project. The SF6 leak detection and repair program shall be 
provided to the CPUC 90 days prior to project operation. SCE shall also report SF6 
emissions from the Proposed Project to the California Climate Action Registry 
(CCAR) according to CCAR methodologies or alternate methodology approved by 
the California Air Resources Board. To develop a complete GHG inventory, SCE 
shall follow established methodologies to report indirect GHG emissions from 
energy imported and consumed to support operation of the Proposed Project and 
indirect GHG emissions from transmission and distribution losses associated with the 
Proposed Project.  

 


