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N SWALE FLOWLINE
5 _
COORDINATE TABLE
POINT N E DESCRIPTION
O) 1875533.03 | 6429963.62 | 10°x10"x4” D.I. FLG. TEE
/ (2 | 1875524.83 | 6429962.43 | TEE FOR FIRE HYDRANT PER WAS WF—01
/,/ (® | 187552554 | 6429957.48 | 6" GATE VALVE
_— @ 1875528.93 | 6429963.03 | 10" GATE VALVE
— RIPRAP APRON | (B) | e | s NOT USED
e PER SHEET 15 © .
(6) 1875532.65 | 6429966.20 | 4" GATE VALVE
_ @D | s | s NOT USED 300,000 GALLON
P /% | 1875520.77 | 6429986.06 | 4" D.. 45 HORIZONTAL BEND Y CONCRETE WATER TANK
- , (@ | 1875534.95 | 6429992.99 | 4” D.l. 90" HORIZONTAL BEND o _,/—-g'f.HDE;go“NG BY
_ — / 0 | Lo NOT USED 20.00° Y
\ ﬁ - /) AD | oo | oo NOT USED ACCESS ROAD FP=3155.73
o ; ; FS=3155.00
[W— ®) 1875536.44 | 6429994.99 | 4" D.. 90° HORIZONTAL BEND
"W%ERIMETE'\IJQL"\—‘K 3%%NE|E 3155.75 FF (D | 1875539.84 | 6429999.54 | 4" D.l. 45 HORIZONTAL BEND
\ 3155.00 FS 1875576.70 | 6430004.89 | 4" D.. 45° HORIZONTAL BEND
\ / 300.000 GALLON @® 1875580.60 | 6429995.26 | 4" D.l. 90° HORIZONTAL BEND 24" SELECT FILL
N / WATER STORAGE TANK N\~ N AN v 0 | v | ceveeeeeeerssrinen NOT USED | @ 95% COMPACTION
\ 4%, ?@ED'}S‘D @) | 187552636 | 643000252 | 4" GATE VALVE
\ / FF = 3155.75 @8 | 1875531.46 | 642999167 | CONCRETE PAD CORNER
| 36" SELECT FILL
\ / 187552719 | 6429994.86 | CONCRETE PAD CORNER \ 6 CLASS 1| BASE @ 90% COMPACTION
@0 1875524.83 | 6429962.43 | CONCRETE PAD CORNER ® 95% RC
\— CENTER OF TANK @) 1875533.86 | 6430009.09 | CONCRETE PAD CORNER
MMM
e \ 3155.00 TG N = 1875569.98 L 12" EXIST SOIL, SCARIFY, FILL MATERIALS IN
— 6429968.97 MOISTURE CONDITIONED, AND ACCORDANCE WITH
A RECOMPACT @ 95% RC. EARTHWORK
3151.18 E6~~ 3155.75 FF SPECIFICATIONS
/ \ & 3155.00 FS
o o
- STORM DRAIN \g, 3155.75 FF
-~ PER SHEET 15 :
A
’ X (A TANK ACCESS ROAD TYPICAL SECTION o SoALE
3151.14 TG | |
é WATER PIPELINE DATA TABLE
SYMBOL|DELTA /BEARING|RADIUS | LENGTH REMARKS
\ W14 | NO814'35"E 92.65' [10" PVC DR 18 C900
A \ . W24 | N81°44'55"W 22.67' | 4" PVC DR 18 €900
e W25 | N53"15'05"E 3.05’ | 4" PVC DR 18 C900
—~/ / \ W26 | N36°44'55"W 16.10' | 4" PVC DR 18 C900
CHLORINATION BUILDING NO8'15'05"E 24’ "
« }: CHLORINATION w27 505" 37.24' | 4” PVC DR 18 €900
w28 | N36°44'55"W | ... | 21.86' | 4” PVC DR 18 €900
w29 | 381332 115" | 76.72' | 4" PvC DR 18 €900
== RECIRCULATION-PUMP-STATION-—_____
o / SEE SHEET 50 e — WATER NOTES:
Mw / 3\5A fan S » -
\ 4” WATER LINE FROM 1. ALL WATER PIPELINES SHALL HAVE 3 MINIMUM COVER.
WELL 2. SEE SHEET 15
2. INSTALL JOINT RESTRAINT SYSTEM AS REQUIRED AT ALL
FOR CONTINUATION VALVES, BENDS, TEES AND FITTINGS TO MEET PRESSURE
TEST REQUIREMENTS (SEE SPECIFICATION SECTION 1300).
3. 4" AND 10" PIPELINES TERMINATE 5' FROM FUTURE WATER
WWWWWWWWW STORAGE TANK. CONNECTIONS TO BE MADE BY CONCRETE
““““““““““““ TANK INSTALLER, CONTRACTOR TO COORDINATE WITH
CONCRETE TANK INSTALLER.
OAT_SW Vi
, HIGH LEVEL ALARM —  3179.00
. WELL #1 PUMP OFF —  3178.75
> 152:5 “g’:,&_ﬁ ';f-',"E WELL #2 PUMP OFF —  3178.50
R Wo crone= e s ang
- 1 ' LOW LEVEL ALARM —  3165.25
s < ~ \ = —
90" HORIZ_BEND WAS WPZ05
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SAN DIEGO GAS & ELECTRIC COMPANY
REVISTONS SAN DIEGO, CALIFORNIA
NO. WORK DONE DATE: BY: APP'D: [ NO. WORK DONE DATE: BY: APP'D: | NO. WORK DONE DATE: BY: APP'D: INO. WORK DONE DATE: BY: APP'D: SU N CR EST SU BSTAT' ON
WATER AND WELL SYSTEM DETAILS
DRAWN BY: APS |oatE: 3/24/10 |ScALE: AS SHOWN fw.o.: - Jrev.: 0
CHECKED BY: RWM DATE: -
APPROVED BY: CR DATE: - SHEET 48 OF 66 SCR-—C——O48

CAD NO.:

GP48

| PLOT SCALE:

1=1




