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Figure 4-1
Source: PG&E, 2012.
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Figure 4-2
Source: PG&E, 2012.
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Figure 4-3
Source: PG&E, 2012.
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Figure 4-4
Source: PG&E, .2012 2013



Aspen
Environmental Group

Typical Three Bank Substation Profile

PG&E Windsor Substation Project
MITIGATED NEGATIVE DECLARATION

Figure 4-5
Source: PG&E, 2010.
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Figure 5.1-1

Source: PG&E, 2011.
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Figure 5.1-2

Source: PG&E, 2011.
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Figure 5.1-3

Source: PG&E, 2012.

PG&E Windsor Substation Project
MITIGATED NEGATIVE DECLARATION



Environmental Group Existing View of 
Windsor Substation Site

Figure 5.1-4A

Source: PG&E, 2012.
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Figure 5.1-4B

Source: PG&E, 2012.
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Figure 5.1-4C

Source: PG&E, 2012.
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Figure 5.4-1

Source: PG&E, 2012.
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Figure 5.4-1
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Figure 5.4-1

Source: PG&E, 2012.
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Figure 5.4-1

Source: PG&E, 2012.
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Figure 5.4-1
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Figure 5.4-1

Source: PG&E, 2012.

PG&E Windsor Substation Project
MITIGATED NEGATIVE DECLARATION



Environmental Group

Windsor Substation Project 
Biological Resources Mapset

Map 8
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Source: PG&E, 2012.
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Figure 5.4-1

Source: PG&E, 2012.

PG&E Windsor Substation Project
MITIGATED NEGATIVE DECLARATION



Environmental Group
General Plan Map

Figure 5.10-1

Source: PG&E, 2012.
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Figure 5.12-1
Source: PG&E, 2012.
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Figure 5.12-2

Source: PG&E, 2012.
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