


Audit Summary 
 

CA2014-001: Charter Communication, February 10-14, 2014 Page 1 of 6 
  

AUDIT SUMMARY 
 
The following violations were not documented and/or addressed by Charter Communications during 
its last detailed inspection as required by General Order (GO) 95: 
 

1. Location:  Pole Number 7243387E 

 

Previous Charter 
Communications 

Visit Details: 
Not Available  

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 

 
2. Location:  Pole Number 4243386 

 

Previous Charter 
Communications 

Visit Details: 
01/06/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 
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3. Location:  Pole Number 4243385 

 

Previous Charter 
Communications 

Visit Details: 
01/06/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 

 
4. Location:  Pole Number 4243384 

 

Previous Charter 
Communications 

Visit Details: 
01/06/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 
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5. Location:  Pole Number 2324395E 

 

Previous Charter 
Communications 

Visit Details: 
01/06/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 

 
6. Location:  Pole Number 1568894 

 

Previous Charter 
Communications 

Visit Details: 
01/06/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 
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7. Location:  Pole Number 2005883E 

 

Previous Charter 
Communications 

Visit Details: 
Not Available 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 

 
8. Location:  Pole Number 645637E 

 

Previous Charter 
Communications 

Visit Details: 
01/17/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 8-C, requires communication companies to maintain a minimum of 12 
inches vertical separation between their overhead cables.  

 
A cable was in contact with a third party company cable. 
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9. Location:  Pole Number 372768 

 

Previous Charter 
Communications 

Visit Details: 
01/06/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 18-C, requires utilities to maintain 3 inches radial separation between 
guy wires and communication cables. 

 
A cable was in contact with a guy wire.  

 
10. Location:  Pole Number 1774572E 

 

Previous Charter 
Communications 

Visit Details: 
01/09/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 18-C, requires utilities to maintain 3 inches radial separation between 
guy wires and communication cables. 

 
A cable was in contact with a guy wire. 
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11. Location:  Pole Number 4379425E 

 

Previous Charter 
Communications 

Visit Details: 
01/17/14 

Date of CPUC 
Inspection: 02/12/14 

Explanation of Violation(s): 
Third Party Notification 
 
General Order 95, Rule 18-B, states in part: 

 
If a company, while performing inspections of its facilities, discovers a safety 
hazard(s) on or near a communications facility or electric facility involving another 
company, the inspecting company shall notify the other company and/or facility owner 
of such safety hazard(s) no later than 10 business days after discovery...The 
notification shall be documented. 

 
A third party company cable lashing wire was broken, and Charter Communications did not 
document the condition and notify the third party company.  
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