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AUDIT FINDINGS 

 

The following violations were discovered during Verizon’s records review. 

  

1. Location:  Not Applicable  

 

Previous Verizon 

Visit Details: 
Not Applicable 

Date of CPUC 

Inspection: 
07/11/14 

Explanation of Violation(s): 

Underground Facility Inspection 

 

GO 128, Rule 17.2, states in part: 

 

Systems shall be inspected by the operator frequently and thoroughly for the purpose of 

insuring that they are in good condition and in conformance with all applicable requirements 

of these rules.  

 

Verizon does not inspect all of its underground facilities as required by this rule.   
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The following violations were not documented and/or addressed by Verizon during its last detailed 

inspection as required by General Order (GO) 95: 

 

 

2. Location:  Pole Number GT16509 

 

Previous Verizon 

Visit Details: 
06/29/14 

Date of CPUC 

Inspection: 
07/07/14 

Explanation of Violation(s): 

Loose Guy Wire 

 

General Order 95, Rule 56.2, requires utilities to maintain guy wires taut. 

 

The guy wire was not taut. 

 

3. Location:  Pole Numbers 93052ID and 910156D 

 

Previous Verizon 

Visit Details: 
06/29/14  

Date of CPUC 

Inspection: 
07/07/14 

Explanation of Violation(s): 

Third Party Notification 

 

GO 95, Rule 18-B, states in part: 

 

If a company, while performing inspections of its facilities, discovers a safety hazard(s) on or 

near a communications facility or electric facility involving another company, the inspecting 

company shall notify the other company and/ facility owner of such safety hazard(s) no later 

than 10 business days after discovery. The notification shall be documented. 

 

The electric utility’s ground molding was damaged. Verizon did not document the condition and 

notify the electric utility. 
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4. Location:  Pole Number 909256D 

 

Previous LADWP 

Visit Details: 
06/29/14 

Date of CPUC 

Inspection: 
07/07/14 

Explanation of Violation(s): 

Missing Ground Molding 

 

General Order 95, Rule 84.6-B, states in part: 

 

Ground wires, other than lightning protection wires not attached to equipment or ground 

wires on grounded structures, shall be covered by metal pipe or suitable covering of wood or 

metal, or plastic conduit material as specified in Rule 22.8, for a distance above ground 

sufficient to protect against mechanical injury. 

 

Verizon’s ground wire was missing a protective covering. 
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