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AUDIT SUMMARY 
 

1. Location:  San Jacinto District 

Date of CPUC 
Inspection: 08/06/2012 

Explanation of Violation(s): 

 

Late Work Orders 
 
GO 165, Section IV, Standards for Inspection, Record-keeping, and Reporting, States in part: 
 

For all inspections, within a reasonable period, company records shall specify the circuit, 
area, or equipment inspected, the name of the inspector, the date of the inspection, and 
any problems identified during each inspection, as well as the scheduled date of 
corrective action. 

 
Your records indicated that from 2009 to 2012, 557 work orders were completed late. Additionally, 
in 2012, there were 408 open/past due work orders. 

 

2. Location:  Pole No. 1750315E 

Previous SCE Visit 
Details: 06/12/2012 

Date of CPUC 
Inspection: 08/06/2012 

Explanation of Violation(s): 

 
Damaged Ground Molding 
 
GO 95, Rule 54.6-B, Ground Wires, states in part: 
 

That portion of the ground wire attached on the face or back of wood crossarms or on the 
surface of wood poles and structures shall be covered by a suitable protective covering 
(see Rule 22.8). 

 
The pole had damaged ground molding. This violation was not documented when SCE last inspected 
the pole. 
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3. Location:  Pole No. 1750317E 

Previous SCE Visit 
Details: 06/12/2012 

Date of CPUC 
Inspection: 08/06/2012 

Explanation of Violation(s): 

 
Damaged Ground Molding 
 
GO 95, Rule 54.6-B, Ground Wires, states in part: 
 

That portion of the ground wire attached on the face or back of wood crossarms or on the 
surface of wood poles and structures shall be covered by a suitable protective covering 
(see Rule 22.8). 

 
The pole had damaged ground molding. This violation was not documented when SCE last inspected 
the pole. 

 
 
 
 
 
 




