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AUDIT SUMMARY 
 

1. Location:  Anza Coop. 

 

Date of CPUC 
Inspection: 11/04/2013 

Explanation of Violation(s): 
Late Repair Reports 
 
GO 165, Section III, Standards for Inspection, Record-Keeping, and Reporting, states in 
part: 
 

For all inspections, within a reasonable period, company records shall specify 
the circuit, area, or equipment inspected, the name of the inspector, the date of 
the inspection, and any problems identified during each inspection, as well as 
the scheduled date of corrective action. 

 
CPUC staff observed six late repair reports from 2012 to 2013 

 

2. Location:  Pole No. 2755, Map E28 

 

Previous Anza 
Coop. Visit 

Details: 
08/21/2013 

Date of CPUC 
Inspection: 11/05/2013 

Explanation of Violation(s): 
Loose Down Guy 
 
GO 95, Rule 56.2, Use, states in part: 
 

Guys shall be attached to structures, as nearly as practicable, at the center of 
load. They shall be maintained taut and of such strength as to meet the safety 
factors of Rule 44.  
 

This pole had a down guy that was not taut. This violation was not documented and/or 
addressed by Anza Coop. during its last detailed inspection as required by General Order 
165, Section III-C. 
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3. Location:  Pole No. 3109, Map G19 

 

Previous Anza 
Coop. Visit 

Details: 
05/17/2013 

Date of CPUC 
Inspection: 11/05/2013 

Explanation of Violation(s): 
Abandoned Ground Wire 
 
GO 95, Rule 31.6, Abandoned Lines, states: 
 

Lines or portions of lines permanently abandoned shall be removed by their 
owners so that such lines shall not become a public nuisance or a hazard to life 
or property. For the purposes of this rule, lines that are permanently abandoned 
shall be defined as those lines that are determined by their owner to have no  
foreseeable future use.  
 

This pole had an abandoned ground wire. This violation was not documented and/or 
addressed by Anza Coop. during its last detailed inspection as required by General Order 
165, Section III-C. 

 

4. Location:  Pole No. 8604, Map G19 

 
Previous Anza 

Coop. Visit 
Details: 

05/17/2013 

 
Date of CPUC 

Inspection: 11/05/2013 

 

Explanation of Violation(s): 
Missing High Sign 
 
GO 95, Rule 51.6-A, High Voltage Marking, states in part: 
 

Crossarms where present may be marked in lieu of marking the pole. Such signs 
shall be placed on the face and back of each crossarm supporting line 
conductors (see Rule 20.9–C), except that high voltage signs are not  
required on the inside faces of double arms.  
 

This pole had a crossarm that was missing high voltage signs on one side. This violation 
was not documented and/or addressed by Anza Coop. during its last detailed inspection 
as required by General Order 165, Section III-C.  

 

 


