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AUDIT SUMMARY 
 
1. Location:  SCE Shaver Lake District 

 

Date of CPUC 
Inspection: 09/23/2013 

Explanation of Violation(s): 
Late Work Orders 
 
GO 165, Section III, Standards for Inspection, Record-Keeping, and Reporting, states in 
part: 
 

For all inspections, within a reasonable period, company records shall specify 
the circuit, area, or equipment inspected, the name of the inspector, the date of 
the inspection, and any problems identified during each inspection, as well as 
the scheduled date of corrective action. 

 
Your records indicated that from 2010 to 2013, 4 work orders were completed late. 
Additionally, in 2013, there were 2 open/past due work orders. 

 
2. Location:  Pole No. 4590048E 

 

Previous SCE 
Visit Details: 06/24/2013 

Date of CPUC 
Inspection: 09/23/2013 

Explanation of Violation(s): 
Unauthorized Attachment on Pole  
 
GO 95, Rule 34, Foreign Attachments, states in part: 
 

Nothing in these rules shall be construed as permitting the unauthorized 
attachment, to supply, street light or communication poles or structures,  
of antennas, signs, posters, banners, decorations, wires, lighting fixtures,  
guys, ropes and any other such equipment foreign to the purposes of  
overhead electric line construction. 
 

This pole had an unauthorized attachment. This violation was not documented and/or 
addressed by SCE during its last detailed inspection as required by General Order 165, 
Section III-C.  
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3. Location:  Pole No. 3007667E 

 

Previous SCE 
Visit Details: 06/25/2013 

Date of CPUC 
Inspection: 09/24/2013 

Explanation of Violation(s): 
Missing Guy Guard 
 
GO 95, Rule 56.9, Guy Marker (Guy Guard), states: 
 

A substantial marker of suitable material, including but not limited to metal or 
plastic, not less than 8 feet in length, shall be securely attached to all anchor 
guys. Where more than one guy is attached to an anchor rod, only the outermost 
guy is required to have a marker. 
 

This pole had an anchor guy that did not have a guy guard. This violation was not 
documented and/or addressed by SCE during its last detailed inspection as required by 
General Order 165, Section III-C.  

 
4. Location:  Pole No. 3007794E 

 

Previous SCE 
Visit Details: 06/25/2013 

Date of CPUC 
Inspection: 09/24/2013 

Explanation of Violation(s): 
Missing Guy Guard 
 
GO 95, Rule 56.9, Guy Marker (Guy Guard), states: 
 

A substantial marker of suitable material, including but not limited to metal or 
plastic, not less than 8 feet in length, shall be securely attached to all anchor 
guys. Where more than one guy is attached to an anchor rod, only the outermost 
guy is required to have a marker. 
 

This pole had an anchor guy that did not have a guy guard. This violation was not 
documented and/or addressed by SCE during its last detailed inspection as required by 
General Order 165, Section III-C.  
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