


  

AUDIT SUMMARY 
 
The following violations were not documented and/or addressed by SCE during its last detailed 
inspection as required by General Order 165: 
 

 
 
2. Location:  Pole Number 874982 

 

Previous SCE 
Visit Details: 03/06/13 

Date of CPUC 
Inspection: 10/08/13 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 18-C, requires utilities to maintain three inch separation between 
supply guy wires and communication wires. 

 
Communication service drop and a guy wire were touching.  

 

1. Location:  Pole Number 1267211E 

 

Previous SCE 
Visit Details: 08/08/2013 

Date of CPUC 
Inspection: 10/08/13 

Explanation of Violation(s): 
Conductor Clearance 
 

GO 95, Table 2, Case 18-C, requires utilities to maintain three inch separation between 
supply guy wires and communication wires. 

 
Communication service drop and a guy wire were touching. 
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