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Audit Summary 

 
Company:  Pacificorp - Del Norte County 
Electric Transmission Infrastructure Provider  
Date:  October 8, 2012 to October 11, 2012 
 

Violations 
 

1. Structure ID /  
Location:  Del Norte-State Line, Circuit #85, 69 KV, Pole 2/3 

Previous Pacificorp  
Visit Details: July 6, 2011 to August 30, 2011 

Date of CPUC 
Inspection: October 10, 2012 

Explanation of Violation(s): 

 

Foreign Attachment 
 
GO 95, Rule 34, Foreign Attachments states, in part: 

 
“Nothing in these rules shall be construed as permitting the unauthorized 
attachment, to supply, street light or communication poles or structures, of 
antennas, signs, posters, banners, decorations, wires, lighting fixtures, gys, ropes 
and any other such equipment foreign to the purposes of overhead electric line 
construction.” 

 
An electric fence is attached to the pole. 
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2. Structure ID /  
Location:  Del Norte-State Line, Circuit #85, 69 KV, Pole 5/2 

Previous Pacificorp 
Visit Details: July 6, 2011 to August 30, 2011 

Date of CPUC 
Inspection: August 1, 2012 

Explanation of Violation(s): 

 

Missing Guy Guard 
GO 95, Rule 56.9 “Guy Marker (Guy Guard)” states: 
 

A substantial marker of suitable material, including but not limited to metal or 
plastic, not less than 8 feet in length, shall be securely attached to all anchor 
guys. Where more than one guy is attached to an anchor rod, only the outermost 
guy is required to have a marker. 

 
The outer guy wire lacks a guard. 
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3. Structure ID /  
Location:  Del Norte-Northcrest Line #86, 69 KV, Pole 14/12 

Previous Pacificorp 
Visit Details: July 7, 2011 to July 14, 2011 

Date of CPUC 
Inspection: October 10, 2012 

Explanation of Violation(s): 

 

Damaged High Voltage Sign 
GO 95, Rule 51.6A, High Voltage Marking, states in part: 
                 

Poles which support line conductors of more than 750 volts shall be marked with 
high voltage signs. 
 
Such signs shall be of weather and corrosion-resisting material, solid or with 
letters cut out therefrom and clearly legible 
 

 
The pole contains an illegible high-voltage sign. 
 

 

4. Structure ID /  
Location:  Del Norte-Northcrest Line #86, 69 KV, Pole 13X/12 

Previous Pacificorp 
Visit Details: July 7, 2011 to July 14, 2011 

Date of CPUC 
Inspection: October 10, 2012 

Explanation of Violation(s): 

 

Damaged High Voltage Sign 
GO 95, Rule 51.6A, High Voltage Marking, states in part: 
                 

Poles which support line conductors of more than 750 volts shall be marked with 
high voltage signs. 
 
Such signs shall be of weather and corrosion-resisting material, solid or with 
letters cut out therefrom and clearly legible 

 
The pole contains an illegible high-voltage sign. 
 

 




