
STATE OF CALIFORNIA                                                                                                           GAVIN NEWSOM, Governor 

PUBLIC UTILITIES COMMISSION 
505 VAN NESS AVENUE 

SAN FRANCISCO, CA  94102-3298 

 

April 10, 2019 

 

Mr. Robert Russell, VP-Field Operations (rrussell@lodistorage.com)  GI-2019-02-LGS-37  

Lodi Gas Storage, LLC.                

P.O. Box 230 

Acampo, CA 95220 

 

SUBJECT: General Order 112-F Gas Inspection of Lodi Gas Storage, LLC 

 

Dear Mr. Russell: 

 

The Safety and Enforcement Division (SED) of the California Public Utilities Commission 

conducted a General Order 112-F inspection of Lodi Gas Storage (Lodi) on February 25 – March 

1, 2019.  The inspection included a review of Lodi’s records for the period of 2016 through 2018, 

as well as a representative field sample of Lodi’s facilities. SED staff also reviewed Lodi’s 

operator qualification records, which included field observation of randomly selected individuals 

performing covered tasks. 

 

SED did not have any finings or concerns for this inspection. 

 

If you have any questions, please contact Joel Tran at (415) 515-3442 or by email at 

Joel.Tran@cpuc.ca.gov. 

 

Sincerely, 

 

 
 

Kenneth Bruno 

Program Manager 

Gas Safety and Reliability Branch 

Safety and Enforcement Division 

 

   

cc:  Gregory Clark, LGS (gclark@lodistorage.com)  

 Terence Eng, SED  

Claudia Almengor, SED 

  

 

mailto:rrussell@lodistorage.com
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Post-Inspection Written Preliminary 

Findings 

Dates of Inspection: 2/25/2019 – 3/1/2019 

Operator: LODI Gas STORAGE, LLC  

Operator ID: 31697 (primary)  

Inspection Systems: Lodi Gas Storage 

Assets (Unit IDs): Lodi Gas Storage (#37) 

System Type: GT 

Inspection Name: Lodi Gas Storage 

Lead Inspector: Joel Tran  

Operator Representative: Greg Clark 

  

Unsatisfactory Results 

No Preliminary Findings. 

 

Concerns 

No Preliminary Concerns. 

 


