
STATE OF CALIFORNIA Gavin Newsom, Governor

PUBLIC UTILITIES COMMISSION
505 VAN NESS AVENUE

SAN FRANCISCO, CA  94102-3298

April 18, 2019

Mr. Rodger Schwecke, Senior Vice President GI-2019-02-SCG-51
Gas Transmission, Storage & Engineering
Southern California Gas Company
555 West 5th Street, GT21C3
Los Angeles, CA 90013

SUBJECT: General Order 112-F Operation and Maintenance Comprehensive Gas Inspection
of Southern California Gas Company’s Basin Transmission Area

Dear Mr. Schwecke:

The Safety and Enforcement Division (SED) of the California Public Utilities Commission
conducted a General Order 112-F Comprehensive Operation and Maintenance Inspection of
Southern California Gas Company’s (SCG) Basin Transmission Area (Inspection Unit) on February
25 - March 22, 2019. The inspection included a review of SCG’s records for the period of 2016
through 2018, as well as a representative field sample of the Basin Transmission Area’s facilities.
SED staff also reviewed the Basin Transmission Area’s operator qualification records, which
included field observation of randomly selected individuals performing covered tasks.

SED’s staff did not identify any probable violations of G.O. 112-F, Reference Title 49 Code of
Federal Regulations (CFR), Part 192, and considers this inspection closed.

If you have any questions, please contact Wai Yin (Franky) Chan at (415) 703-2482 or by email
at Wai-Yin.Chan@cpuc.ca.gov.

Sincerely,

Dennis Lee, P.E.
Program and Project Supervisor
Gas Safety and Reliability Branch
Safety and Enforcement Division

cc: Troy Bauer, Sempra Energy Utilities
Kenneth Bruno, SED
Claudia Almengor, SED
Kan-Wai Tong, SED
Matt Epuna, SED



Post-Inspection Written Preliminary
Findings

Dates of Inspection: 2/25/2019 – 3/22/2019

Operator: SOUTHERN CALIFORNIA GAS CO

Operator ID: 18484 (primary)

Inspection Systems: Brea District, Olympic/Saticoy District, and various distribution
districts within the Basin Transmission Area with DOT-Transmission pipelines.

Assets (Unit IDs): T: Basin (51);

System Type: GT

Inspection Name: SCG Basin

Lead Inspector: Wai-Yin Chan

Operator Representative: Khoa Le and Bryon Walsh

Unsatisfactory Results
No Preliminary Findings.

Concerns
No Preliminary Concerns.


