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Question ALT-24:

ALT-24 Follow-up to SCE response on ALT-18c. 

Based on the present maximum normal and emergency operating temperatures that are in place 
for the existing 220 kV circuits on the existing double circuit towers that are using 1033.5 ACSR 
please add these temperature values to the SAG/Ten tables provided in response to ALT-18c. 

Response to Question ALT-24:

The requested Sag/Ten table for single-conductor 1033.5 kcmil ACSR is attached.  This report 
was prepared assuming new conductor to be installed and includes information regarding the 201 
F temperature values.
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