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Data Request #9 
SDG&E San Marcos to Escondido TL6975 69kV Project   

 

1. Provide confirmation of the offset distance of 50 feet between the proposed TL6975 alignment and the existing 

TL13811/13825 alignment in Segment 2. 

 




